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WELDED SEAM-RESILIENT
   SHEET FLOORING
WINDOW TREATMENT
WEIGHT
WOOD WINDOW
WELED WIRE FABRIC

W

CONC CURBS AND PADS FOR EQUIPMENT ARE SPECIFIED IN 03570. LOCATIONS
ARE GENERALLY NOTED ON THE ARCH DWGS. SEE MECHANICAL AND
ELECTRICAL DWGS FOR SPECIFIC SIZE AND CONFIGURATION OF THIER
EQUIPMENT.

18.

   ON THE SPECIALTIES PLANS

16. FOR CONTRACTOR FURNISHED/CONTRACTOR INSTALLED (GC/GC) AND OWNER FUR-
   NISHED/CONTRACTOR INSTALLED (O/GC) EQUIPMENT AND OWNER FURNISHED
   OWNER INSTALLED (O/O) SEE EQUIPMENT SCHEDULE SHEETS A-202 THROUGH A-203

11. THE FACE OF EVERY CONTINUOUS PARTITION SHALL BE FLUSH WITHOUT OFFSET.
   CHANGES IN PARTITION THICKNESS SHALL OCCUR AT CORNERS OR OTHER
   FEATURES WHICH INTERRUPT THE PLANE OF THE PARTITION.  FACES OF CORRIDOR
   PARTITIONS SHALL ALIGN ALONG THEIR ENTIRE LENGTH REGARDLESS OF CHANGES
   IN PARTITION THICKNESS.  ALL ADJUSTMENTS ARE TO BE MADE TO THE ROOM SIDE
   OF THE CORRIDOR PARTITIONS AND AT CORNERS.

12. ADDITIONAL PLAN INFORMATION IS SHOWN ON LARGER SCALE PLANS WHERE
   INDICATED BY KEYED REFERENCE.  LARGE SCALE DRAWINGS TAKE PRECEDENCE OVER
   SMALLER SCALE DRAWINGS.

13. SEE OPENING SHEDULE IN SPECIFICATION DIVISION 8. SEE
   DRAWING A-401 FOR INTERIOR FRAME TYPES AND DOOR TYPE ELEVATIONS.

14. SEE FINISH SCHEDULE  AND KEY TO ROOM FINISHES LOCATED
   IN SPECIFICATION DIVISION 9 .

15. FOR TYPICAL MOUNTING HEIGHTS OF TOILET FIXTURES AND ACCESSSORIES, SEE
   DRAWING A-602.

8.  WHERE EXISTING MASONRY WALLS ARE REMOVED OR NEW OPENINGS PROVIDED
   WITHIN EXISTING MASORY WALLS TO REMAIN,  SAW CUTS SHALL BE USED FOR
   DEMOLITION BETWEEN WALL SECTIONS SCHEDULED TO REMAIN AND WALL SECTIONS
   TO BE REMOVED.

9. FOR GENERAL DEMOLITION AND REPAIR NOTES, REFER TO DEMOLITION PLANS,
   AND DRAWINGS.

10. WHERE CONDUIT, PIPES, DUCTS, ETC. ARE INDICATED TO BE INSTALLED IN
   EXISTING WALLS AND NO FURRING IS SHOWN, THE WALLS SHALL BE NEATLY
   CHASED, CONDUITS, ETC. INSTALLED, AND WALLS PATCHED TO MATCH EXISTING.
   IN AREAS OF NEW PARTITIONS WHERE CONDUITS, DUCTS, PIPING, ETC, PASS
   THROUGH FINISHED SPACES, ENCLOSE WITHIN PARTITION CONSTRUCTION.

4.  VERIFY EXISTING DIMENSIONS, CONDITIONS AND CLEARANCES PRIOR TO THE
    SUBMITTAL OF SHOP DRAWINGS.

5.  ALL SLEEVES, OPENINGS, ETC. FOR CONDUIT, PIPES, DUCTS, ETC. (OUTSIDE OF RATED
    CHASES) THROUGH FLOOR SLABS AND RATED PARTITIONS ARE TO BE FIRE SEALED IN
    ACCORDANCE WITH FIRE RATED ASSEMBLY DESIGNS, APPLICABLE CODES AND FIRE
    MARSHALL'S REQUIREMENTS.

6.  WHERE WORK OCCURS IN AREAS WITH EXISTING FINISHES TO REMAIN, REFINISH DISTURBED
    AREAS TO MATCH EXISTING FINISHES AND MATERIALS UNLESS NOTED OR DIRECTED
    OTHERWISE.

7.  PROVIDE LINTELS WHERE REQUIRED OVER ALL OPENINGS IN MASONRY PARTITIONS AND
   WALLS FOR DOORS, WINDOWS, DUCTWORK, ETC.  SEE XXX FOR LINTEL SCHEDULE.

1.  DO NOT SCALE DRAWINGS.  USE FIGURED DIMENSIONS ONLY.  VERIFY ALL
   DIMENSIONS PRIOR TO START OF WORK.  IN THE EVENT OF DISCREPENCY, NOTIFY
   THE ARCHITECT AND OBTAIN RESOLUTION BEFORE PROCEEDING.

2.  NOTIFY THE ARCHITECT OF ANY AND ALL DESCREPANCIES BETWEEN EXISTING
   CONDITIONS AND THE CONTRACT DOCUMENTS BEFORE PROCEEDING WITH THAT
   PORTION OF WORK. FAILURE TO NOTIFY THE ARCHITECT WILL NOT RELIEVE THE
   CONTRACTOR OF RESPONSIBILITY TO PERFORM THE WORK AS INTENDED BY THE
   CONTRACT DOCUMENTS.  CONTRACTOR SHALL BE RESPONSIBLE FOR ANY AND ALL WORK
   ARISING FROM SUCH FAILURE TO COORDINATE DESCREPANCIES TO THE SATISFACTION
   OF THE ARCHITECT.

3.  PROTECT AND PRESERVE ALL EXISTING ITEMS TO REMAIN AND REPAIR AND/OR RE-
   PLACE  ANY ITEMS DAMAGED DURING THE COURSE OF THE WORK TO THE
   SATISFACTION AND APPROVAL OF THE ARCHITECT WITHOUT ADDITIONAL COST
   TO THE OWNER.

17. SEE  SHEET A-118 FOR DESCRIPTION OF PARTITION TYPES AND OTHER PARTITION INFORMATION.

19. CORNER GUARDS AND OTHER WALL PROTECTION ARE INDICATED

   AND SPEC SECTION 11 70 05.
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SCALE: 1/8"   =    1'-0"1 6TH FLOOR DEMOLITION PLAN

AREA OF WORK

6TH FLOOR
DEMOLITION PLAN

GENERAL DEMOLITION NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WORK

LEGEND:

TO REMAIN

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

KEY DEMOLITION NOTES:

1  REMOVE EXISTING CEILINGS IN ALL AREAS WHERE NEW CEILINGS ARE SCHEDULED OR INDICATED.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

2   ALL EQUIPMENT TO BE REMOVED BY OWNER.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

3  REMOVE EXISTING DOOR AND CUT OPENING TO FIT NEW 4'-0" WIDE DOOR.

1

3

2

A-101
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMOLITION PLAN - OVERALL

KEY PLAN

7TH FLOOR
DEMOLITION PLAN

A-102

GENERAL DEMOLITION NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

KEY DEMOLITION NOTES:

1  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

DH

N
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TH

2  REMOVE EXISTING DOOR AND CLOSE IN WALL

2 CONSTRUCTION BARRIER WALL
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMO/COSTRUCTION PHASE I

KEY PLAN

GENERAL NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

KEY DEMOLITION NOTES:

1  SEE STRUCTURAL PLAN S-100 FOR NECESSARY FLOOR SLAB DEMOLITION FOR NEW NEW ELEVATOR P-12.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

2  EXISTING DOORS AND FRAMES TO BE REMOVED AND CLOSE OFF DOORWAYS.

CONSTRUCTION BARRIER WALL
REFER TO SHEET A-118 FOR PATION
TYPE DETAIL.

2

PHASE I
DEMO/CONSTRUCTION PLAN
7TH FLOOR

A-103

N
O

R
TH

AREA OF PHASE I WORK.

1

2

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMO/COSTRUCTION PHASE II

KEY PLAN

GENERAL  NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

PHASE II
DEMO/CONSTRUCTION PLAN
7TH FLOOR

A-104

N
O

R
TH

CONSTRUCTION BARRIER WALL
REFER TO SHEET A-118 FOR PATION
TYPE DETAIL.

AREA OF PHASE I WORK.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMO/COSTRUCTION PHASE III

KEY PLAN

GENERAL  NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

PHASE III
DEMO/CONSTRUCTION PLAN
7TH FLOOR

A-105

N
O

R
TH

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

CONSTRUCTION BARRIER WALL
REFER TO SHEET A-118 FOR PATION
TYPE DETAIL.

AREA OF PHASE I WORK.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMO/COSTRUCTION PHASE IV

KEY PLAN

GENERAL  NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

KEY DEMOLITION NOTES:

1  REMOVE EXISTING WINDOW AND CLOSE OFF OPENING.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

PHASE IV
DEMO/CONSTRUCTION PLAN
7TH FLOOR

A-106

N
O

R
TH

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

2  REMOVE EXISTING DOOR AND CUT OPENING TO FIT NEW 4'-0" WIDE DOOR.

2
1

CONSTRUCTION BARRIER WALL
REFER TO SHEET A-118 FOR PATION
TYPE DETAIL.

AREA OF PHASE I WORK.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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SCALE: 1/8"   =    1'-0"1 7TH FLOOR DEMO/CONSTRUCTION PHASE V

KEY PLAN

GENERAL  NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

TO REMAIN

KEY DEMOLITION NOTES:

1  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

PHASE V
DEMO/CONSTRUCTION PLAN
7TH FLOOR

A-107

N
O

R
TH

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

CONSTRUCTION BARRIER WALL
REFER TO SHEET A-118 FOR PATION
TYPE DETAIL.

AREA OF PHASE I WORK.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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SCALE: 1/8"   =    1'-0"1 FLOOR PLAN - 8TH FLOOR DEMOLITION SICU

A-108

8TH FLOOR SICU DEMOLITION
 PLAN

DH

N
O

R
TH

GENERAL  NOTES:

EXISTING WALL

NEW WALL

DEMOLITION WALL

LEGEND:

KEY DEMOLITION NOTES:

1  SEE STRUCTURAL SHEET S-100 FOR FLOOR CUTS AND PENETRATIONS REQUIRED FOR NEW ELEVATOR
P-12 AND MECHANICAL CHASES.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

1

1

1

1

1

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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5'X5' 2HR RATED FLOOR
ACCESS HATCH -
PROVIDE SAFETY RAILING
AROUND OPENING. CONFIRM
LOCATION W/ ELEVATOR
EQUIPMENT SUPPLIER.

ELEVATOR SHAFT BELOW

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

9F-104

MECHANICAL
ELECTRICAL

ROOM
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H
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HIGH

CHILLER

GENERAL PLAN LEGEND

ROOF AREA

NOT IN PROJECT AREA

PROJECT AREA - PHASE WORK
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AREA OF RENOVATION.
SEE A-117

AREA OF RENOVATION.
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SCALE: 1/8"   =    1'-0"1 FLOOR PLAN - PENTHOUSE DEMOLITION PLAN

9TH FLOOR DEMOLITION
PENTHOUSE PLAN

A-109
DH

N
O

R
TH

GENERAL DEMOLITION NOTES:

EXISTING WALL

NEW WALL

DEMOLITION

LEGEND:

TO REMAIN

KEY DEMOLITION NOTES:

1  REMOVE TAPERED INSULATION.

1. ROOMS OR SPACES IMPACTED BY DEMOLITION SHALL BE REPAIRED TO NEW CONDITIONS, CEILINGS TILES
AND GRID AS NECESSARY, FLOORING, WALLS ETC. (SEE ROOM FINISH SCHEDULE.)

2. COMPLY WITH SPECIFICATION SECTION: 02-41-00 FOR SPECIFIC DEMOLITION REQUIREMENTS AND 01-74-19
FOR CONSTRUCTION WASTE MANAGEMENT.

4. DEMOLITION PLAN INDICATES GENERAL INFORMATION AND NOT INTENDED TO DESCRIBE COMPLETELY ALL
ITEMS TO BE REMOVED.

5. SEE STRUCTURAL, MECHANICAL, ELECTRICAL AND PLUMBING FOR SPECIFIC DEMOLITION NOTES OF
THESE INDIVIDUAL TRADES.

3. CONTRACTOR IS TO COORDINATE DEMOLITION WITH OTHER ONGOING CONSTRUCTION, THAT INTERFACES
WITH THIS PROJECT

2  REMOVE/RELOCATE ROOF SUMP PAN.
3  RELOCATE ELEVATOR SHAFT, SEE SHEET A-117.

4  REMOVE ROOF HATCH OPENING.

4

3

2

1

1

6.  CONTRACTOR IS TO COORDINATE DEMOLITION WITH CONSTRUCTION PHASING PLAN.

7.  SEE FLOOR AND EQUIPMENT PLANS FOR LAYOUT DETAILS.
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ARCHITECTURAL PLAN
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WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-
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PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

1
A-201

6F120

2 5
T

4/A402

-

-

6F105 A

2 5
X

4/A402

-

6F105A

2 6
X

4/A402

-



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

2
A-201

20'-9" 20'-9" 20'-9" 20'-9" 20'-9" 20'-9" 20'-9" 20'-9" 20'-9" 2'-6" 10'-9"
1'-4"

TEL.

E
W

C

U
P

D
N

U
P

D
N

DN

STAIR 10

STAIR 8

STAIR 7

P-7

P-8 P-9

P-10

ELEVATOR

ELEVATOR ELEVATOR

ELEVATOR

P-11

ELEVATOR

CHASE

C

E

D

C1

B1

B

A1

A

8

10 11
1 2 3 4 5 6 7 9

11a

F

G

H

I

J

K

U

U

ELEVATOR

HVC

CLOSET

CHASE

U
P

D
N

DN

STAIR 6

STAIR 14

CHASE

P-12

1
A-201

H.A.C
7F114

TLT
7F154b

CLEAN
7F154c
31 SF

SOIL
7F154d
42 SF

TLT
7F154a

35 SF

 SOIL
7F108d

RECOVERY
    7F108

2,083 SF

46 SF

92 SF

CLEAN
7F108a
101 SF

35 SF

  TLT
7F108b
35 SF SURGICAL

WAITING
  7F102

366 SF

ISOLATION
  7F108e

HSKP'G
7F127
106 SF

CONSULT
  7F103

OR CTR
 7F155

EQUIP STOR.
    7F113h

SCRUB
7F107a

PUMP ROOM
    7F109a

SUB-STER.
   7F113d

796 SF
PRE- OP
 7F154

107 SF

BLOOD GAS
     7F126

178 SF

71 SF

183 SF
131 SF

2,103 SF

130 SF80 SF

738 SF

117 SF

558 SF

SUB-STER.
    7F113f

CARDIAC O.R.3
        7F109

CORRIDOR
   C7 16F

HYBRID O.R.10
       7F110

CORRIDOR
    C7 2F

CORRIDOR
   C7 3F

778 SF

774 SF

911 SF

111 SF

CORRIDOR
     C7 6F

826 SF

CORRIDOR
    C7 5F

CORRIDOR
   C7 11F

SCRUB
 7F132

CONTROL
 7F142a

SUB-STER.
   7F113g

SCRUB
 7F145STORAGE

    7F144
X-RAY DIGITAL
      7F143

SCRUB
 7F141

GENERAL O.R.6
      7F140

CONTROL
PLASTER
SPLINT
7F139

STORAGE
   7F138

 H.A.C
7F107b

AMBULATORY O.R.8
          7F151

STORAGE
   7F149

MASS
SPECROMETER
     7F148

EXISTING CLEAN CORE
            7F113

99 SF

567 SF

57 SF115 SF58 SF

96 SF

 CLO
7F135

HEAD NURSE
     7F137

 CLO
7F136

476 SF

112 SF

156 SF

123 SF

1,171 SF

TLT
7F147

SCRUB
 7F120

SECT'Y/
WAITING
  7F150ANESTH.

CLEAN-UP
AND STOR.
  7F150b

STG.
7F119

ALCOVE
  7F152SUB-STER.

    7F113e

ELEC. CLO
    7F116STG.

7F121

SUB-
STER.
7F113b

CHIEF
ANESTH.
OFFICE
7F150a

CARDIAC O.R.4
      7F128

142 SF

467 SF

145 SF

131 SF

57 SF

69 SF

61 SF

13 SF

173 SF

160 SF

53 SF

ELEC. CLO
   7F116a

SUB-STER.
  7F113c

956 SF

117 SF

169 SF

26 SF

28 SF

128 SF

CORRIDOR
   C7 10F

CORRIDOR
   C7 12F

120 SF

148 SF

602 SF

100 SF

133 SF

134 SF

63 SF

452 SF

88 SF

90 SF
100 SF

TLT
7F146

504 SF 70 SF

195 SF

13 SF

SOILED UTILITY
        7F153

ELECT. CLO
    7F133

H.A.C
7F131

X-RAY
STOR.
7F130

STORAGE
  7F129

GENERAL O.R.2
       7F122

GENERAL O.R.7
       7F142

500 SF

  TLT
7F101a

39 SF

  TLT
7F101b
39 SF

ELEVATOR LOBBY
          C7 1F

349 SF

TLT
7F105
38 SF

I.T CLO
7F112

ANGIO
EQUIP
7F111

93 SF

ANTHES.
GAS STOR.
   7F125

72 SF

NEUROSURGERY O.R.9
             7F124

CNTRL RM
   7F110a

132 SF

36 SF

CORRIDOR
    C7 4F

167 SF

578 SF

ORTHOPEDIC O.R.5
          7F134

SCRUB
7F107c

36 SF

85 SF

ALCOVE
 7F107

TLT
7F106

   TLT
7F108c

CLEAN CORE
EXPANSION
     7F113

977 SF

7

117 SF

A-607

CORRIDOR
   C7 13F

CORRIDOR
    C7 6F

101 SF

STOR.
7F107i

76 SF

GAS STOR.
   7F107h

SUB-
STER.
7F113a

GENERAL O.R.1
        7F118

491 SF

CORRIDOR
    C7 8F

26 SF

140 SF

194 SF

35 SF

STORAGE
 7F123

762 SF

ELEVATOR
LOBBY
C7 14F

130 SF

283 SF

CORRIDOR
   C7 15F

86 SF

CORRIDOR
   C7 17F

486 SF

CORRIDOR
   C7 18F

C2
CORRIDOR

1,090 SF

C

E

D

C1

B1

B

A1

A

F

G

H

I

J

K

STOR. CLO
7F154f

30 SF

STOR. CLO
7F154h

30 SF

1
A-501

TLT
 7F154e
30 SF

TLT
 7F154g
30 SF

WALL SEALED TO RESIST
PASSAGE OF SMOKE

1 HOUR SMOKE BARRIER WALL

2 HOUR WALL

SOUND INSULATED WALL

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

X

X

SCALE: 1/8"   =    1'-0"1 FLOOR PLAN- 7TH FLOOR OVERALL

KEY PLAN

EXISTING WALL

NEW WALL

LEGEND:

TO REMAIN

WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-

WINDOW TYPE SYMBOL DETAL.
(REFER TO SHEET A-

PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

7TH  FLOOR
ARCHITECTURAL PLAN

A-111

REFINISH AREA ONLY

N
O

R
TH



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

4

2

2

3

2

2

2

9

4

6

5

55

5

5

5

5

5

5
5

5

5

5

5

5

5

5

8

8

8

8

22

3

9

2

C C

B

C

B

B

8

8

2

2

2

2

8

8

5

8

2 2

2

2
2

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

2

2

2

2 2

2

5

4

2

3

2

2 12 1

6

6

6

6

6

6

6

6

3 8 1

1

5

5

1

8

8

8

3

2

2

5

10
'-3

"
3'

-8
"

3'-6" 6'-6"

15
'-4

"
31

'

27
'

29'-3"

2'

7'
-9

"

9'-3" 2'-10" 12'-7" 5'-3/4"

8'
-8

"

11
'

11'-6"

1'-7"

16'

2' 6'-5" 6'-8"

5'
-8

"

3'

11'-2"

4'-11"

12
'

4'-2"

14
'-6

"
11

-3
"

6'-5"

18
'-1

0"

4'
-7

"

7'-9" 16'-11" 4'-7"

2'

38
'-2

"

29'-3"

16'-5"

28
'-8

 1
/2

"
18

'-4
 3

/4
"

23
'-1

"

10'

6'-10" 2'-10" 2'

6'-5"8'-9"

8'-2"

8'
3'

-3
"

53
'-8

"

3'-3" 31' 3'-3" 10' 3'-3" 16'-8" 5'-4" 1'-8"

8'-1" 1'-11"

18
'-9

"

4'
-7

"
12

'-2
"

2'

3'
-3

"
2'

-9
"

14
'-3

"

13'-1" 9'-3" 8'-7"

7'
-9

"

6'-5"

38
'-9

"

25'-6"

7'
-5

"
3'

-2
"

17
'

3'

7'-9" 11'-9"

2'

5'
-3

"

22'-4"

14
'-1

0"

5'-9"

18'-3"

25'-9" 8'

8'

8'-1" 11'-9"

8'-3"

CHASE

E

F

G

H

I

1
A-606

A

BC

D

1
A-605

A

BC

D

2
A-606

A

BC

D

1
A-607

A

BC

D

4
A-605

A

BC

D

2
A-607

A

BC

D

1
A-608

A

BC

D

4
A-607

A

BC

D

3
A-607

A

BC

2
A-605

A

BC

D

4
A-604

A

BC

D

3
A-604

A

BC

D

C

3
A-612

A

BC

D

5
A-604

A

BC

D

2
A-612

A

BC

D

3
A-605

A

1
A-611

A

BC

D

8
A-607

A

BC

D

5
A-605

A

BC

D

6
A-605

A

BC

D

7
A-607

A

BC

D

3
A-606

A

BC

D

ELEVATOR
P-12

HSKP'G
7F127
106 SF

EQUIP STOR.
    7F113h

SCRUB
7F107a

PUMP ROOM
    7F109a

SUB-STER.
   7F113d

BLOOD GAS
     7F126

178 SF

71 SF

183 SF 131 SF

738 SF

117 SF

558 SF

SUB-STER.
    7F113f

CORRIDOR
   C7 3F

778 SF

774 SF

911 SF

111 SF

CORRIDOR
     C7 6FCORRIDOR

    C7 5F

 H.A.C
7F107b

115 SF

58 SF
SCRUB
 7F120

STG.
7F121

69 SF

28 SF

TLT
7F105
38 SF

I.T CLO
7F112

ANGIO
EQUIP
7F111

93 SF

72 SF

NEUROSURGERY O.R.9
             7F124

CNTRL RM
   7F110a

132 SF

36 SF

SCRUB
7F107c

36 SF

85 SF

ALCOVE
 7F107

TLT
7F106

117 SF

491 SF

CORRIDOR
    C7 8F

STORAGE
    7F123

ANTHES.
GAS STOR.
   7F125

CARDIAC O.R.3
        7F109

HYBRID O.R.10
       7F110

1,090 SF

7F120

-
- E

- -

7F121

-
- E

- -

7F122

-
- E

- -
7F118

-
- E

- -

7F128A

6 16
NX

1/A-402

V-

7F122

6 16
NX

1/A-402

V

-

7F110A

6 16
NX

1/A-402

T V

-

7F124A

6 16
NX

1/A-402

T V

-

7F127

2 5
S

4/A402

-

7F125

2 5
S

4/A402

-

7F107B

2 5
S

4/A402

-

7F106

2 5
S

4/A402

-

7F105

2 5
S

4/A402

-

7F112

2 5
S

4/A402

-

7F123

2 5
S

4/A402

-

7F108D A

2 5
S

4/A402

7F126A

2 5
X

4/A402

-

7F126B

- -
-

- E

7F128D

- -
-

- E

7F113H A

2 5
X

4/A402

-

7F109A B

2 5
X

4/A402

-

7F109A A

2 11
X

1/A402

T V

7F124B

2 3
S

1/A-402

T V

-

7F113C

2 3
X

1/A-402

T V

-

7F113A

2 3
X

1/A-402

T V

-

7F113B

2 3
X

1/A-402

T V

-

7F110B

2 3
S

1/A-402

T V

-

7F109B

2 3
S

1/A-402

T V

-

7F109A

2 11
X

4/A-402

T

-

7F113H B

2 11
X

1/A402

-

7F110A

2 3
S

1/A-402

T V

-

7F110A

2 3
S

4/A-402

T

-

-

7F119A

6 16
NX

1/A-402

T V

-

-

7F 111

6 5
SS

4/A-402

-

-

-
-

-

-

-

- -

-

- -

-

7F123

2 5
S

4/A402

--

CR

CR

7

6

8

8

8

7

3

3

2'-6" 3'-7"

20
'-1

0"

7'
-2

 1
/4

"

6'-1"

6'

12-8"

12'-8"

8'
-2

"

DN

STAIR 10

I

J

K

4
A-607

A

BC

D

3
A-607

A

BC

D

A2
A-

A

BC

D

A2
A-

A

BC

D

6
A-607

A

BC

D

TLT
7F105
38 SF

36 SF

CORRIDOR
    C7 4F

167 SF

TLT
7F106

101 SF

76 SF

GAS STOR.
   7F107h

STOR.
7F107i

STAIR 10

- -
-

- E

7F106

2 5
S

4/A402

-

7F105

2 5
S

4/A402

-

7F107i

2 5
S

4/A402

-

7F107h

2 5
X

4/A402

-

-

-

- -

1 2 3 4 5

1 2

WALL SEALED TO RESIST
PASSAGE OF SMOKE

1 HOUR SMOKE BARRIER WALL

2 HOUR WALL

SOUND INSULATED WALL

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

X

X

SCALE: 1/4"   =    1'-0"1 7TH FLOOR -AREA F1

SCALE: 1/4"   =    1'-0"2 7TH FLOOR -AREA F1

KEY PLAN

PARTIAL 7TH FLOOR
ENLARGE PLAN - AREA F1

A-112

 NOTES:
1. SEE SHEETS A-202 AND A-203 FOR EQUIPMENT PLAN DETAILS.

2. ITEMS SHOWN DASHED ARE NOT IN CONTRACT.

DH

N
O

R
TH

NEW WALL

LEGEND:

EXISTING WALL
TO REMAIN

WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-

WINDOW TYPE SYMBOL DETAL.
(REFER TO SHEET A-

PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

REFINISH AREA ONLY

CR

HANDICAP ASSISTED
EXIST BUTTON

EXIT BUTTON

CARD READER



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

757

7

5

5

5

9

9

6

5

7

3

7

7

3

3
6

6

9

C

A

7

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5

5 5

5

2

2

2

2

5

4

1 1

1

5

5

1

8

8

5

8 8

8

8

3

7

3

2

5

5

8

6 6

4

4

4

6

3

3

3

3

3

7
37

7

7 7 7 7

7

7

777

7

7

7

5

5

7

3

6

5

7

7

C

3

3

3

2
A-201

2'

11'

10
'-3

"
3'

-8
"

82
'-5

"

15
'-4

"
31

'

5'-4" 1'-8"

8'-7"

3'

14
'-1

0"

5'-9"

18'-3"

8' 33'-1"

5'-1"

6'-1" 6'-1"

6'-4"

6'
-8

"

5'
-2

"
46

'-8
 3

/4
"

8' 25'-9" 5'-9"

9'
-1

1"

11'-2"

4'-5"

9'-5" 8'-3" 11'-9"

9'
-9

"

11
'-1

1"

7'
-7

"

6'-3"

8'
-3

"

18'-6" 8'6'-2"

8'

41
'-1

1"
10

'-2
"

39'-2"

2'-9"

7'
-5

"
24

'-5
"

7'
-7

"
23

'

8' 22'-5"

4'-4"

12
'

6'-1"

6'-10"

6'
5'

-1
1 

3/
4"

7'
-1

0"8'

9'
-1

1"

5'
-4

"

8'-1" 11'-9"

8'-3"

46
'-4

"

51
'-8

"

12
'-1

0"
5"

9'
5"

9'

12'

12'

9'
5"

9'

TEL.

E
W

C

U
P D
N

STAIR 8

CHASE

1
A-201

4
A-604

A

BC

D

1
A-612

A

BC

D

2
A-612

A

BC

D

2
A-609

A

BC

D

4
A-603

A

BC

D

3
A-603

A

BC

D

1
A-603

A

BC

D

A2
A-

A

BC

D

2
A-603

A

BC

D

2
A-611

A

BC

D

A2
A-

A

BC

D

7
A-603

A

BC

D

8
A-603

A

BC

D

2
A-604

A

BC

D

5
A-602

A

BC

D

4
A-602

A

BC

D

3
A-602

A

BC

D

2
A-602

A

BC

D

1
A-602

A

BC

D

2
A-610

A

BC

D

1
A-604

A

BC

D

6
A-602

A

BC

D

P-7

P-8 P-9

P-10

ELEVATOR

ELEVATOR ELEVATOR

ELEVATOR

ELEVATOR
P-12

TLT
7F154b

CLEAN
7F154c
31 SF

SOIL
7F154d
42 SF

TLT
7F154a

35 SF

 SOIL
7F108d

RECOVERY
    7F108

2,083 SF

46 SF

92 SF

CLEAN
7F108a
101 SF

35 SF

  TLT
7F108b
35 SF

SURGICAL
WAITING
  7F102

366 SF

ISOLATION
  7F108e

CONSULT
  7F103

OR CTR
 7F155

107 SF

130 SF

80 SF

558 SF

CORRIDOR
    C7 2F

CORRIDOR
     C7 6F

826 SF

CORRIDOR
   C7 11F

99 SF
57 SF

115 SF

58 SF
SCRUB
 7F120

STG.
7F119 ELEC. CLO

    7F116

STG.
7F121

ELEC. CLO
   7F116a

117 SF

  TLT
7F101a

39 SF

  TLT
7F101b
39 SF

ELEVATOR LOBBY
          C7 1F

349 SF

I.T CLO
7F112

85 SF

ALCOVE
 7F107

   TLT
7F108c

117 SF

491 SF

CORRIDOR
    C7 8F

35 SF

86 SF

CORRIDOR
   C7 17F

486 SF

CORRIDOR
   C7 18F

7F116

-
- E

- -

7F119

-
- E

- -
7F120

-
- E

- -

7F121

-
- E

- -

7F122

-
- E

- -
7F118

-
- E

- -

7F118

6 16
NX

1/A-402

V

-

7F112

2 5
S

4/A402

-

7F108D A

2 5
S

4/A402

-

7F108D B

2 5
S

4/A402

-

7F108C

2 5
S

4/A402

-

-

7F108C

2 5
S

4/A402

-

7F154D

2 5
S

4/A402

-

7F154C

2 5
S

4/A402

-

7F154B

2 5
S

4/A402

-

7F154A

2 5
S

4/A402

-

7F155

2
S

4/A402

-

7F103B

2
S

4/A402

-

7F103A

1
S

4/A402

-

7F101A

1
S

4/A402

-

7F101B

1
S

4/A402

-

7F108A

2 5
X

4/A402

-

C71F

-
EJ

- -

7F154A

2 5
X

4/A402

-

7F154B

6 11
NX

4/A-402

J T2

-

C7 2F

6 3
S

4/A-402

T2-

C7 2F

12 11
UU

5/A-402

J T2

-

7F 108

6 11
UU

4/A-402

J T2

-

7F109A B

-

55

-

-

-

-

-

-

-

- - -

-

-

--

-

-

1
A-501

CR

CR

CR

I

H

G

F

E

85 6 7 9

10

11
11a

WALL SEALED TO RESIST
PASSAGE OF SMOKE

1 HOUR SMOKE BARRIER WALL

2 HOUR WALL

SOUND INSULATED WALL

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

X

X

SCALE: 1/4"   =    1'-0"1 7TH FLOOR - AREA F2

KEY PLAN

 NOTES:
1. SEE SHEETS A-202 AND A-203 FOR EQUIPMENT PLAN DETAILS.

2. ITEMS SHOWN DASHED ARE NOT IN CONTRACT.

EXISTING WALL

NEW WALL

LEGEND:

TO REMAIN

WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-

WINDOW TYPE SYMBOL DETAL.
(REFER TO SHEET A-

PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

REFINISH AREA ONLY

A-113

N
O

R
TH

PARTIAL 7TH FLOOR
ENLARGE PLAN - AREA F2

CR

HANDICAP ASSISTED
EXIST BUTTON

EXIT BUTTON

CARD READER



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

3

7

77

5

5

5

5

5

5

5

5

5

5

5

5

5

8

8

8

7

7

C

3

3

3

3

3

2' 82
'-5

"

46
'-8

 3
/4

"

6'
-1

"
5'

5' 11'-1" 5" 9' 5" 11'-4" 5" 5'

11
'-6

"

12
'

43'-1"

46
'-4

"

51
'-8

"

5"
9'

5"
9'

5"
9'

12'

12'

9'
5"

9'
5"

9'

U
P

D
N

STAIR 7

P-11
ELEVATOR

CLOSET

DN
STAIR 14

78
5C

8

10

11

5 6 7 9

11a

U

1
A-612

A

BC

1
A-602

A

BC

D

1
A-610

A

BC

D

A2
A-

A

BC

D

A2
A-

A

BC

D

2
A-610

A

BC

D

H.A.C
7F114

TLT
7F154b

CLEAN
7F154c
31 SF

SOIL
7F154d
42 SF

TLT
7F154a

35 SF

796 SF

PRE- OP
 7F154
2,103 SF

CORRIDOR
   C7 16F

826 SF

CORRIDOR
   C7 11F

SUB-STER.
   7F113g

SCRUB
 7F145

STORAGE
    7F144

X-RAY DIGITAL
      7F143

AMBULATORY O.R.8
          7F151

STORAGE
   7F149

MASS
SPECROMETER
     7F148

EXISTING CLEAN CORE
            7F113

99 SF
57 SF

115 SF

58 SF

96 SF

476 SF

156 SF

123 SF

TLT
7F147

SCRUB
 7F120

SECT'Y/
WAITING
  7F150

ANESTH.
CLEAN-UP
AND STOR.
  7F150b

STG.
7F119

ALCOVE
  7F152

ELEC. CLO
    7F116

STG.
7F121

CHIEF
ANESTH.
OFFICE
7F150a

142 SF

467 SF

160 SF

53 SF

ELEC. CLO
   7F116a

117 SF

169 SF

26 SF

CORRIDOR
   C7 12F

133 SF

134 SF

452 SF

88 SF

TLT
7F146

504 SF

70 SF

195 SF

GENERAL O.R.2
       7F122

GENERAL O.R.7
       7F142

500 SF

CORRIDOR
   C7 13F

SUB-
STER.
7F113a

GENERAL O.R.1
        7F118

26 SF

140 SF

194 SF

35 SF

ELEVATOR
LOBBY
C7 14F

130 SF

283 SF

CORRIDOR
   C7 15F

SOILED UTILITY
        7F153

A2
A-

A

BC

D

A2
A-

A

BC

D

U

7F143

- -
-

- E

7F144B

- -
-

- E

7F145

- -
-

- E

7F146

-
- E

7F147

-
- E

7F149

-
- E

- - - -

- -

7F151C

-
- E

- -

7F144A

-
- E

- -

7F148

-
- E

- -

7F150B A

-
- E

- -

7F150B B

-
- E

- -

7F150A

-
- E

- -

7F150B

-
- E

- -

7F150B

-
- E

- -

C713F

-
- E

- -

7F151B

-
- E

- -

7F153

-
- E

- -

STAIR 14

-
- E

- -

7F113G

-
- E

- -

7F113

-
- E

- -

7F113A

-
- E

- -

7F114

-
- E

- -

7F116

-
- E

- -

7F119

-
- E

- -
7F120

-
- E

- -

7F121

-
- E

- -

7F122

-
- E

- -
7F118

-
- E

- -

7F118

-
- E

- -

7F142D

6 16
NX

1/A-402 V

-

7F151A

6 16
NX

1/A-402 V

-

7F118

6 16
NX

1/A-402

V

-

7F154D

7F154C

2 5
S

4/A402

-

7F154B

2 5
S

4/A402

-

7F154A

2 5
S

4/A402

-

7F154B

6 11
NX

4/A-402

J T2

-

- - -

STOR. CLO
 7F154f

30 SF

STOR. CLO
 7F154h

30 SF

TLT
 7F154e
25 SF

TLT
 7F154g
25 SF

CR

WALL SEALED TO RESIST
PASSAGE OF SMOKE

1 HOUR SMOKE BARRIER WALL

2 HOUR WALL

SOUND INSULATED WALL

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

X

X

SCALE: 1/4"   =    1'-0"1 7TH FLOOR - AREA F3

KEY PLAN

 NOTES:
1. SEE SHEETS A-202 AND A-203 FOR EQUIPMENT PLAN DETAILS.

2. ITEMS SHOWN DASHED ARE NOT IN CONTRACT.

NEW WALL

LEGEND:

A-114

N
O

R
TH

PARTIAL 7TH FLOOR
ENLARGE PLAN - AREA F3

EXISTING WALL
TO REMAIN

WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-

WINDOW TYPE SYMBOL DETAL.
(REFER TO SHEET A-

PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

REFINISH AREA ONLY

CR

HANDICAP ASSISTED
EXIST BUTTON

EXIT BUTTON

CARD READER



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

3

4

6

5

5

5

5

8

8

8

2 2

2

2
2

6

9'-3" 2'-10" 12'-7" 5'-3/4"

8'
-8

"

11
'

11'-6"

1'-7"

16'

2' 6'-5" 6'-8"

5'
-8

"

3'

11'-2"

4'-11"

12
'

4'-2"

17'-3"

16'-5"

18
'-4

 3
/4

"
23

'-1
"

6'-10" 2'-10" 2'

HVC

CHASE

U
P D
N

STAIR 6

CHASE

C

E

D

C1

B1

B

A1

A

1 2 3 4 5

1
A-607

A

BC

D

4
A-605

A

BC

D

2
A-607

A

BC

D

3
A-612

A

BC

D

1
A-609

A

BC

D

HSKP'G
7F127
106 SF

BLOOD GAS
     7F126

738 SF

117 SF

SUB-STER.
    7F113f

111 SF

SCRUB
 7F132

CONTROL
 7F142a

X-RAY DIGITAL
      7F143

SCRUB
 7F141

GENERAL O.R.6
      7F140

CONTROL
PLASTER
SPLINT
7F139

STORAGE
   7F138

EXISTING CLEAN CORE
            7F113

567 SF

115 SF

58 SF

 CLO
7F135

HEAD NURSE
     7F137

 CLO
7F136

476 SF

112 SF

1,171 SF

SCRUB
 7F120

SUB-STER.
    7F113e

STG.
7F121

SUB-
STER.
7F113b

CARDIAC O.R.4
      7F128

145 SF

131 SF

57 SF

69 SF

61 SF

13 SF

173 SF

SUB-STER.
  7F113c

956 SF

128 SF

CORRIDOR
   C7 10F

120 SF

148 SF
602 SF

100 SF
134 SF

63 SF

90 SF

100 SF

13 SF

ELECT. CLO
    7F133

X-RAY
STOR.
7F130

STORAGE
  7F129

GENERAL O.R.2
       7F122

GENERAL O.R.7
       7F142

500 SF

NEUROSURGERY O.R.9
             7F124

578 SF

ORTHOPEDIC O.R.5
          7F134

CLEAN CORE
EXPANSION
     7F113

977 SF

STORAGE
    7F123

762 SF

H.A.C
7F131

CORRIDOR
    C7 6F

762 SF

7F138A

- -
-

- E

7F138B

- -
-

- E

7F139B

- -
-

- E

7F139A

- -
-

- E

7F140B

- -
-

- E

7F140C

- -
-

- E

7F140A

6 16
NX

1/A-402 V

7F142C

- -
-

- E

7F142B

- -
-

- E

7F143

- -
-

- E

7F121

-
- E

- -

7F122

-

7F142A

- -
-

- E

7F113E

- -
-

- E

7F137

- -
-

- E

7F136

- -
-

- E

7F135

- -
-

- E

STAIR 6

- -
-

- E

7F133

- -
-

- E 7F131

- -
-

- E
7F132

- -
-

- E

7F134B

- -
-

- E

7F128B

- -
-

- E

7F128C

- -
-

- E

7F134C

- -
-

- E

7F113C

- -
-

- E

7F129

- -
-

- E

-

7F142D

6 16
NX

1/A-402 V

-

7F134A

6 16
NX

1/A-402 V

-

7F128A

6 16
NX

1/A-402

V-

7F122

6 16
NX

1/A-402

V

-

7F124A

6 16
NX

1/A-402

T V

-

7F130

- -
-

- E

7F127

2 5
S

4/A402

-

7F123

2 54/A402

7F129

- -
-

- E

7F129

- -
-

- E

7F126A

2 5
X

4/A402

-

7F126B

- -
-

- E

7F128D

- -
-

- E

7F124B

2 3
S

1/A-402

T V

-

7F113C

2 3
1/A-402

-

-
-

7F123

2 5
S

4/A402

--

WALL SEALED TO RESIST
PASSAGE OF SMOKE

1 HOUR SMOKE BARRIER WALL

2 HOUR WALL

SOUND INSULATED WALL

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

X

X

SCALE: 1/4"   =    1'-0"1 7TH FLOOR -  AREA F4

KEY PLAN

 NOTES:
1. SEE SHEETS A-202 AND A-203 FOR EQUIPMENT PLAN DETAILS.

2. ITEMS SHOWN DASHED ARE NOT IN CONTRACT.

NEW WALL

LEGEND:

A-115

N
O

R
TH

PARTIAL 7TH FLOOR
ENLARGE PLAN - AREA F4

EXISTING WALL
TO REMAIN

WALL TYPE SYMBOL DETAL.
(REFER TO SHEET A-

WINDOW TYPE SYMBOL DETAL.
(REFER TO SHEET A-

PATIENT BED

CURTAIN AND TRACK
PROVIDED BY G.C

PATIENT BED DIAGRAM SHOWN

REFINISH AREA ONLY

CR

HANDICAP ASSISTED
EXIST BUTTON

EXIT BUTTON

CARD READER



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

9'-10" 4" 5' 11'-7"

9'-3"

9'
-5

"

9'-3"

9'
-6

"

7'
5"

6'
-6

"
5"

5'
-5

"
5"

2'
-2

"

10'-9"

2'-4" 8'

4'-10"

7'-8" 3'

10
'-1

1"
3'

-4
"

8"
3'

-4
"

4'
-1

1"

2'
-1

"

2'-8"

1'
-6

"

3'-4"

5'
-1

0"
9'

1'
-4

"

2'

7'-5"

8'
-1

1"

12'-8"

5'
-4

"

11
'-2

"

DN

UP DN

1 2

3 4 5 6 7 8 8A 9 9A 10 11 11A 12

D

E

F

G

H

I

J

K

253 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-109
262 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-106
262 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-105

351 SF

CLEAN
SUPPLIES

CLEAN
SUPPLIES

8F-145

187 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-112

252 SF

ISOLATION
ICU PAT.

RM.

ISOLATION
ICU PAT.

RM.
8F-111

183 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-113

184 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-114

173 SF

TEAM ROOMTEAM ROOM
8F-115

145 SF

STAFF
LOUNGE

8F-116

307 SF

NURSE
STATION
NURSE

STATION
8F-148

88 SF

MEDSMEDS
8F-147

80 SF

NOURISHMENTNOURISHMENT
8F-146 58 SF

CLEAN
LINENS
8F-142

70 SF

SIGNAL
CLOS.
8F-143

48 SF

H.A.C.
8F-144

127 SF

SOILED
UTILITY
SOILED
UTILITY

8F-139

113 SF

CLEAN
UTILITY
CLEAN
UTILITY

8F-140

189 SF

CORRIDORCORRIDOR
C8-10

63 SF

TRASHTRASH
8F-136

107 SF

OFFICEOFFICE
8F-135

89 SF

ELECT.
CLOS.
ELECT.
CLOS.
8F-133

217 SF

EQUIP.
STOR.
EQUIP.
STOR.
8F-134

283 SF

NURSE'S
STATION
NURSE'S
STATION

8F-130

576 SF

WAITINGWAITING
8F-129 54 SF

TLT.TLT.
8F-128

51 SF

TLT.TLT.
8F-127

85 SF

ON CALLON CALL
8F-125

95 SF

ELEVATOR
LOBBY

C8-11

61 SF

T/ST/S
8F-124

74 SF

ANTE RM.
8F-123

271 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-122

261 SF

ICU PAT.
RM.

ISOLATION
ICU PAT.

RM.
8F-121

262 SF

ICU PAT.
RM.

8F-120
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-119
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-118
260 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-117

794 SF

CORRIDORCORRIDOR
C8-7

115 SF

CORRIDOR
C8-9

62 SF

ANTE ROOMANTE ROOM
8F-110 239 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-102

236 SF

MEN'SMEN'S
8F-100

244 SF

WOMENS
8F-101

110 SF

CORRIDORCORRIDOR
C8-5

10 SF

GASGAS
8F-137

9 SF

DWDW
8F-141

350 SF

ELEVATOR
LOBBY

ELEVATOR
LOBBY

C8-2

1128 SF

CORRIDORCORRIDOR
C8-1

248 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-108
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-107
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-104
235 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-103

663 SF

CORRIDORCORRIDOR
C8-6

185 SF

CORRIDORCORRIDOR
C8-3

FEC

EXIT
FEC

43 SF

COMM
CLOS.
COMM
CLOS.
8F-126

EDF

180 SF

PATIENT
ELEVATOR

P-12

95 SF

ELEVATORELEVATOR
P-8

94 SF

ELEVATORELEVATOR
P-7

96 SF

ELEVATORELEVATOR
P-9

94 SF

ELEVATORELEVATOR
P-10

13 SF

GASGAS
8F-138

752 SF

CORRIDORCORRIDOR
C8-8

678 SF

CORRIDORCORRIDOR
C8-13

275 SF

STAIRSTAIR
8

RIDGE

RIDGE

EXISTING
DOOR

10
STAIR

8F-126W
COMM ROOM

LADDER
- UP

CARD
READRER

CARD
READRER

1
A-201

PROVIDE NEW
MECHANICAL
CHASE

8F146

- -
-

- G

8F142

-
-

- G

8F143

-
-

- G

8F147

-
-

- G

8F144

-
-

- G

8F120

-
-

- G
8F123 B

-
-

- G

8F123 A

-
-

- G

1
A-501

6'
-1

"
3'

-4
"

6'
-6

"
3'

-4
"

4'

SCALE: 1/8"   =    1'-0"1 FLOOR PLAN - 8TH FLOOR

8TH FLOOR EXISTING
SICU PLAN MODIFICATION

A-116
DH

EXISTING WALLS (NO WORK).

RELOCATED WALLS, DOORS, SINKS
(IN THIS CONTRACT.)

LEGEND:

 NOTES:
1. WALL CONSTRUCTION TYPES TO REMAIN
THE SAME AS PROVIDED BY SCIU
DOCUMENTS.

N
O

R
TH



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

45
°

DN

DN

D D

E E

F F

G G

H H

I I

J J

G1
G2

K K

275 SF

STAIRSTAIR
8

RTU

9F-101
MACHINE ROOM

9F-102

ELEVATOR
MACHINE ROOM

9F-103

1
A-201

SUMP PAN
TYP.

SPLASHPLAN

R
ID

G
E

R
ID

G
E

R
ID

G
E

R
ID

G
E

R
ID

G
E

R
ID

G
E

RIDGERIDGERIDGE

RIDGE

LADDER UP
FROM BELOW

LADDER UP
TO PENTHOUSE
ROOF

LADDER UP
TO PENTHOUSE
ROOF

LADDER UP
FROM BELOW

ROOF DRAIN &
SUMP

NEW ELEVATOR SHAFT
LOCATION BELOW

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

INDICATES ROOF
SLOPED DIRECTION (TYP.)

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

9F-104

MECHANICAL
ELECTRICAL

ROOM

LOW

H
IG

H

HIGH

NEW ROOFTOP AIR
HANDLING UNIT

CHILLER

GENERAL PLAN LEGEND

ROOF AREA

NOT IN PROJECT AREA

PROJECT AREA - PHASE WORK

AHU-1

1 2 3 4 5 6 7 8 8A 9 9A 10 11 11A 12

CH-1

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

EXHAUST FAN-
BUILD-UP CRICKET
ON HIGH SIDE

SCALE: 1/8"   =    1'-0"1 FLOOR PLAN - PENTHOUSE

9TH FLOOR EXISTING
PENTHOUSE PLAN
MODIFICATION

A-117
DH

N
O

R
TH



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

BOTTOM OF STRUCTURAL DECK

CEILING

SEALANT

5/8" GYP. BOARD
EACH SIDE

STUDS AT 16" O.C.
3 5/8" METAL

Scale:

3 TYPICAL  WALL NO SOUND BATTS
1" = 1' 0"Scale:

2 NON - RATED LEAD LINED WALL
1" = 1' 0"Scale:

1  FIRED RATED WALL
1" = 1' 0"

SEAL TO BOTTOM OF
STRUCTURAL DECK

CEILING

SEALANT

STUDS AT 16" O.C.
3 5/8" METAL

5/8" LEAD LINED GYP.
BOARD  W/ 2" LEAD
STRIP TO COVER
VERTICAL JOINTS
BETWEEN  EACH
BOARD

3 1/2" SOUND
BATTS WHERE
INDICATED ON
PLAN

SMOKE SEAL TO BOTTOM
 OF STRUCTURAL DECK

CEILING

SEALANT

STUDS AT 16" O.C.
3 5/8" METAL

5/8" FIRE CODE
GYP. BOARD EACH
SIDE

3 1/2" SOUND
BATTS WHERE
INDICATED ON
PLAN

PLYWOOD.
3/4" FIRE TREATED

1" = 1' 0"
 FIRE RATED WALL4
Scale:

3 1/2" SOUND
BATTS WHERE
INDICATED ON
PLAN

5/8" FIRE CODE
GYP. BOARD EACH
SIDE

3 5/8" METAL
STUDS AT 16" O.C.

SEALANT

CEILING

BOTTOM OF STRUCTURAL DECK

1 LAYER 1/2" TYPE X
GYP. BOARD EXTEND
ALL TO STRUCTURE

1" = 1' 0"
TWO HOUR FIRE PROOF COLUM WRAP5
Scale:

2 HR SHAFT WALL
MATERIAL

5/8"  GYP. BOARD

3 5/8" METAL
STUDS AT 16" O.C.

SEALANT

CEILING

PROVIDE GYP. BOARD CLOSURE
IN FLUTE ON WALLS RUNNING
PERPENDICULAR

1 LAYER 1/2" TYPE X
GYP. BOARD EXTEND
ALL TO STRUCTURE

SMOKE SEAL TO BOTTOM
 OF STRUCTURAL DECK

CEILING

SEALANT

STUDS AT 16" O.C.
3 5/8" METAL

5/8" FIRE CODE
GYP. BOARD EACH
SIDE

3 1/2" SOUND
BATTS WHERE
INDICATED ON
PLAN

1" = 1' 0"
NON-RATED CAVITY WALL6
Scale:

3 1/2" SOUND
BATTS WHERE
INDICATED ON
PLAN

5/8"  GYP. BOARD

3 5/8" METAL
STUDS AT 16" O.C.

SEALANT

CEILING

BOTTOM OF STRUCTURAL DECK

BOT. OF CONC.
JOIST OR BEAM

1" = 1' 0"
NON-RATED WALL7
Scale:

SOUND BATTS
EXTENDED TO
STRUCTURE

5/8"  GYP. BOARD

3 5/8" METAL
STUDS AT 16" O.C.

SEALANT

CEILING

BOTTOM OF STRUCTURAL DECK

BOT. OF CONC.
JOIST OR BEAM

6" SOUND BATTS
WHERE INDICATED
ON PLAN

1" = 1' 0"
ONE HOUR SMOKE BARRIER WALL8
Scale: 1" = 1' 0"

 TWO HOUR FIRE RATED SHAFT WALL9
Scale:

6" SOUND BATTS
WHERE INDICATED
ON PLAN

2 LAYER 5/8" GYP. BOARD
W/ JOINTS STAGGERED
ON RESILIENT CHANNELS
24" O.C.

SEALANT

CEILING

1" GYP. BOARD
LINER PANEL @ 24"
NOM. WIDTH W/ 1/2"
GYP. BOARD

BOTTOM OF STRUCTURAL DECK

BOT. OF CONC.
JOIST OR BEAM

DUST SEALANT TO EXISTING CEILING

DUST SEALANT TO FLOOR

5/8"  GYP. BOARD TAPE
AND MUD ONLY.

Scale:

10 TEMPORAY CONSTRUCTION BARRIER WALL
1" = 1' 0"

WALL TYPE CONSTRUCTION
 DETALS

A-118
DH



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

5'
-3

/4
"

13
'-7

"
14

'-7
"

5'
-5

"

8'

1348'-7"

1354'

1334'

1320'-7"

1309'-7"

ELEVATOR PIT

M
IN

 C
E

IL
IN

G

SIXTH FLOOR

SEVENTH FLOOR

EIGHTH FLOOR

 NINTH FLOOR

NEW MECHANICAL
ROOM FLOOR

11
'

9'

1' 9'-4" 1'

12
'-1

1"

11'-4"

5'
-9

"

1
A-201

SCALE: 3/8"   =    1'-0"1 ELEVATOR P-12 EAST -  WEST SECTION

SCALE: 3/8"   =    1'-0"2 ENLARGE ELEVATOR PLAN

ELEVATOR PLAN
 AND SECTION

A-201
DH



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

9

2
A-201

20'-9"

26
'

12
'-2

"

02

01

03

Customer's Physio
(PHY)

Coordinate final
location with customer

VB1

CY

IH

VB2

MG

MP

MA

MB

PDU

UPS

UPC

04

06

0412

16

17

18

13

22
23

18 1716

21 21

29

32

33

13

14

1839

37

38

36

14

15
16

17

18

25

24

24

22

23

21 1920

1920

13

18
37

39

36

39
40

42

41
40

39

42

41

39

40

42

41

40

39

42

41

18

1
A-201

23

44

44
23

22
23

CHASE

ELEVATOR
P-12

 SOIL
7F108d
46 SF

35 SF

  TLT
7F108b
35 SF

HSKP'G
7F127
106 SF

EQUIP STOR.
    7F113h

SCRUB
7F107a

PUMP ROOM
    7F109a

SUB-STER.
   7F113d

BLOOD GAS
     7F126

178 SF

71 SF

183 SF 131 SF

738 SF

117 SF

558 SF

SUB-STER.
    7F113f

CORRIDOR
   C7 3F

778 SF

774 SF

911 SF

111 SF

CORRIDOR
     C7 6FCORRIDOR

    C7 5F

 H.A.C
7F107b

57 SF
115 SF

58 SF
SCRUB
 7F120

STG.
7F119

STG.
7F121

69 SF

28 SF

TLT
7F105
38 SF

I.T CLO
7F112

ANGIO
EQUIP
7F111

93 SF

72 SF

NEUROSURGERY O.R.9
             7F124

CNTRL RM
   7F110a

132 SF

36 SF

CORRIDOR
    C7 4F

167 SF

SCRUB
7F107c

36 SF

85 SF

ALCOVE
 7F107

TLT
7F106

   TLT
7F108c

117 SF

76 SF

GAS STOR.
   7F107h

491 SF

CORRIDOR
    C7 8F

STORAGE
 7F123

ANTHES.
GAS STOR.
   7F125

CARDIAC O.R.3
        7F109

HYBRID O.R.10
       7F110

1,090 SF

I

H

G

F

E

14

15

21

05

03

01

07
09

10

11

25

14

15

2829

24
24

30

31

22

23

15

34

14

26

35

25

43

27

44

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

SCALE: 1/4"   =    1'-0"1 7TH FLOOR EQUIPMENT PLAN - AREA F1
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 PLAN - AREA F1

A-202

EQUIPMENT KEYNOTE LEGEND
Key Description

01 (C) -  EMS Double Fixed (Medium) with Supply Head
02 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and vLED 2 Arms

 Light +Single_FP
03 (C) - Surgical Light with vLED 4 Arms Light+Light+Single_FP+Single _FP
04 (C) - vLED Lighting System Control Center - 3 Lightheads
05 (C) - EMS Double Fixed (Strong) with Supply Column
06 (C) - vLED Lighting System Control Center - 2Lightheads
07 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and Large Format 

 Monitor
08 (C) - Surgical Light with vLED Hybrid 1 Arm Light
09 (C) - Surgical Light with LED Monitor arm and Hub Spacer LED Monitor Arm and

 Hub Spacer LED Monitor Arm and Hub Spacer
10 (C) - Surgical Light with vLED Hybrid 2 Arms Light+Light
11 (C) - Tandem EMS Double Arm Adjustable (Medium) with Supply Head and LED

 Monitor Arm and Hub Spacer
12 (C) - vLED Remote Power Control Box
13 (C) - Case Cart
14 (C) - Instrument Table
15 (C) - Mayo Table
16 (C) - Trash Hamper
17 (C) - Laundry Hamper
18 (C) - Stainless Steel Cabinets
19 (C) - Elapsed Time Clock
20 (C) - Clock with Sweep Second Hand
21 (C) - Flat Panel Monitors
22 (C) - Control Desk
23 (C) - Chair
24 (C) - Metal Kick Bucket
25 (C) - Or Table
26 (C) - Gown Table
27 (C) - Defibrillator
28 (C) - Back Table
29 (C) - Sharp Trash
30 (C) - Prep Table
31 (C) - Slush Machine
32 (C) - Med Cart
33 (C) - Ring Stand
34 (C) - Heater/Cooler (Perfusion)
35 (C) - Clea Stand FlexMove
36 (C) - Flash Sterilizer
37 (C) - Blanket and Solution Warming Cabinet
38 (C) - Solution Cart
39 (B) - Soap Dispenser
40 (B) - Mirror
41 (B) - Paper Towel Dispenser
42 (B) - Toilet Tissue Dispenser

UPS (C) - UPS Cabinet
UPC (C) - Universal Power Controller
MB (C) - Image Cabinet
PDU (C) - gss PDU
MG (C) - Velara Generator Cabinet
MP (C) - Peripheral Cabinet
MA (C) - Mains Cabinet
VB1 (C) - Video Connection Box
IH (C) - Interventional Hardware
CY (C) - Viewing/Control
VB2 (C) - Video Connection Box

ACQUISITION/ INSTALLATION CODE:

(A) CONTRACTOR FURNISH AND INSTALLED

(B) GOVERNMENT FURNISHED AND INSTALLED BY CONTRACTOR

(C) GOVERNMENT FURNISHED AND INSTALLED

01 (C)- MOP BUCKET

DESCRIPTION

ACQUISITION / INSTALLATION
CODE

EQUIP. NUMBER AS SHOWN ON
PLAN

DH

43 (C) - Heart Lung Perfusion Machine

N
O

R
TH

44 (C) - VA Desk
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SCALE: 1/4"   =    1'-0"1 7TH FLOOR EQUIPMENT PLAN - AREA F2

KEY PLAN

ACQUISITION/ INSTALLATION CODE:

(A) CONTRACTOR FURNISH AND INSTALLED

(B) GOVERNMENT FURNISHED AND INSTALLED BY CONTRACTOR

(C) GOVERNMENT FURNISHED AND INSTALLED

01 (C)- MOP BUCKET

DESCRIPTION

ACQUISITION / INSTALLATION
CODE

EQUIP. NUMBER AS SHOWN ON
PLAN

7TH FLOOR EQUIPMENT
PLAN - AREA F2

A-203
DH

N
O

R
TH

EQUIPMENT KEYNOTE LEGEND
Key Description

01 (C) -  EMS Double Fixed (Medium) with Supply Head
02 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and vLED 2 Arms

 Light +Single_FP
03 (C) - Surgical Light with vLED 4 Arms Light+Light+Single_FP+Single _FP
04 (C) - vLED Lighting System Control Center - 3 Lightheads
05 (C) - EMS Double Fixed (Strong) with Supply Column
06 (C) - vLED Lighting System Control Center - 2Lightheads
07 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and Large Format 

 Monitor
08 (C) - Surgical Light with vLED Hybrid 1 Arm Light
09 (C) - Surgical Light with LED Monitor arm and Hub Spacer LED Monitor Arm and

 Hub Spacer LED Monitor Arm and Hub Spacer
10 (C) - Surgical Light with vLED Hybrid 2 Arms Light+Light
11 (C) - Tandem EMS Double Arm Adjustable (Medium) with Supply Head and LED

 Monitor Arm and Hub Spacer
12 (C) - vLED Remote Power Control Box
13 (C) - Case Cart
14 (C) - Instrument Table
15 (C) - Mayo Table
16 (C) - Trash Hamper
17 (C) - Laundry Hamper
18 (C) - Stainless Steel Cabinets
19 (C) - Elapsed Time Clock
20 (C) - Clock with Sweep Second Hand
21 (C) - Flat Panel Monitors
22 (C) - Control Desk
23 (C) - Chair
24 (C) - Metal Kick Bucket
25 (C) - Or Table
26 (C) - Gown Table
27 (C) - Defibrillator
28 (C) - Back Table
29 (C) - Sharp Trash
30 (C) - Prep Table
31 (C) - Slush Machine
32 (C) - Med Cart
33 (C) - Ring Stand
34 (C) - Heater/Cooler (Perfusion)
35 (C) - Clea Stand FlexMove
36 (C) - Flash Sterilizer
37 (C) - Blanket and Solution Warming Cabinet
38 (C) - Solution Cart
39 (B) - Soap Dispenser
40 (B) - Mirror
41 (B) - Paper Towel Dispenser
42 (B) - Toilet Tissue Dispenser

UPS (C) - UPS Cabinet
UPC (C) - Universal Power Controller
MB (C) - Image Cabinet
PDU (C) - gss PDU
MG (C) - Velara Generator Cabinet
MP (C) - Peripheral Cabinet
MA (C) - Mains Cabinet
VB1 (C) - Video Connection Box
IH (C) - Interventional Hardware
CY (C) - Viewing/Control
VB2 (C) - Video Connection Box

43 (C) - Heart Lung Perfusion Machine
44 (C) - VA Desk



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

P-11
ELEVATOR

CLOSET

H.A.C
7F114

TLT
7F154b

796 SF

PRE- OP
 7F154
2,103 SF

CORRIDOR
   C7 16F

826 SF

CORRIDOR
   C7 11F

SUB-STER.
   7F113g

SCRUB
 7F145

STORAGE
    7F144

X-RAY DIGITAL
      7F143

AMBULATORY O.R.8
          7F151

STORAGE
   7F149

MASS
SPECROMETER
     7F148

EXISTING CLEAN CORE
            7F113

99 SF
57 SF

115 SF

58 SF

96 SF

476 SF

156 SF

123 SF

TLT
7F147

SCRUB
 7F120

SECT'Y/
WAITING
  7F150

ANESTH.
CLEAN-UP
AND STOR.
  7F150b

STG.
7F119

ALCOVE
  7F152

ELEC. CLO
    7F116

STG.
7F121

CHIEF
ANESTH.
OFFICE
7F150a

142 SF

467 SF

160 SF

53 SF

ELEC. CLO
   7F116a

117 SF

169 SF

26 SF

CORRIDOR
   C7 12F

133 SF

134 SF

452 SF

88 SF

TLT
7F146

504 SF

70 SF

195 SF

GENERAL O.R.2
       7F122

GENERAL O.R.7
       7F142

500 SF

CORRIDOR
   C7 13F

SUB-
STER.
7F113a

GENERAL O.R.1
        7F118

26 SF

140 SF

194 SF

ELEVATOR
LOBBY
C7 14F

130 SF

283 SF

CORRIDOR
   C7 15F

SOILED UTILITY
        7F153

9765

11

10

8

U
P

DN
STAIR 14

21

40
4139

40
4139

TLT
 7F154e
25 SF

TLT
 7F154g
25 SF

STOR. CLO
 7F154h
30 SF

STOR. CLO
 7F154f
30 SF

RO
O

F
ST

AI
RW

EL
L 

#1
2

4t
h 

FL
O

O
R

RO
O

F
ST

AI
RW

EL
L 

#1
1

4t
h 

FL
O

O
R

KEY PLAN

ACQUISITION/ INSTALLATION CODE:

(A) CONTRACTOR FURNISH AND INSTALLED

(B) GOVERNMENT FURNISHED AND INSTALLED BY CONTRACTOR

(C) GOVERNMENT FURNISHED AND INSTALLED

01 (C)- MOP BUCKET

DESCRIPTION

ACQUISITION / INSTALLATION
CODE

EQUIP. NUMBER AS SHOWN ON
PLAN

7TH FLOOR EQUIPMENT
PLAN - AREA F3

A-204

N
O

R
TH

DH

EQUIPMENT KEYNOTE LEGEND
Key Description

01 (C) -  EMS Double Fixed (Medium) with Supply Head
02 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and vLED 2 Arms

 Light +Single_FP
03 (C) - Surgical Light with vLED 4 Arms Light+Light+Single_FP+Single _FP
04 (C) - vLED Lighting System Control Center - 3 Lightheads
05 (C) - EMS Double Fixed (Strong) with Supply Column
06 (C) - vLED Lighting System Control Center - 2Lightheads
07 (C) - Tandem EMS Double Fixed (Strong) w/ Supply Column and Large Format 

 Monitor
08 (C) - Surgical Light with vLED Hybrid 1 Arm Light
09 (C) - Surgical Light with LED Monitor arm and Hub Spacer LED Monitor Arm and

 Hub Spacer LED Monitor Arm and Hub Spacer
10 (C) - Surgical Light with vLED Hybrid 2 Arms Light+Light
11 (C) - Tandem EMS Double Arm Adjustable (Medium) with Supply Head and LED

 Monitor Arm and Hub Spacer
12 (C) - vLED Remote Power Control Box
13 (C) - Case Cart
14 (C) - Instrument Table
15 (C) - Mayo Table
16 (C) - Trash Hamper
17 (C) - Laundry Hamper
18 (C) - Stainless Steel Cabinets
19 (C) - Elapsed Time Clock
20 (C) - Clock with Sweep Second Hand
21 (C) - Flat Panel Monitors
22 (C) - Control Desk
23 (C) - Chair
24 (C) - Metal Kick Bucket
25 (C) - Or Table
26 (C) - Gown Table
27 (C) - Defibrillator
28 (C) - Back Table
29 (C) - Sharp Trash
30 (C) - Prep Table
31 (C) - Slush Machine
32 (C) - Med Cart
33 (C) - Ring Stand
34 (C) - Heater/Cooler (Perfusion)
35 (C) - Clea Stand FlexMove
36 (C) - Flash Sterilizer
37 (C) - Blanket and Solution Warming Cabinet
38 (C) - Solution Cart
39 (B) - Soap Dispenser
40 (B) - Mirror
41 (B) - Paper Towel Dispenser
42 (B) - Toilet Tissue Dispenser

UPS (C) - UPS Cabinet
UPC (C) - Universal Power Controller
MB (C) - Image Cabinet
PDU (C) - gss PDU
MG (C) - Velara Generator Cabinet
MP (C) - Peripheral Cabinet
MA (C) - Mains Cabinet
VB1 (C) - Video Connection Box
IH (C) - Interventional Hardware
CY (C) - Viewing/Control
VB2 (C) - Video Connection Box

43 (C) - Heart Lung Perfusion Machine
44 (C) - VA Desk
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SCALE: 1/8"   =    1'-0"1 REFLECTED CEILING PLAN - 6TH FLOOR

REFLECTED CEILING PLAN

A-301

6TH FLOOR

LEGEND

 NOTES:

1.  ALL CEILINGS TO BE 8'-0" AFF U.O.N.

2.  CEILING GRIDS SHALL BE CENTERED IN THE ROOM
U.O.N.

3.  SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURE
SCHEDULE.

4.  IN CASE OF MINOR DISCREPANCIES IN LOCATION OF
CEILING MOUNTED COMPONENTS WITH ENGINEERING
DRAWINGS, THE REFLECTED CEILING PLAN SHALL
GOVERN.

5.  SEE ROOM FINISH SCHEDULE FOR CEILING TYPE AND
FINISH, U.O.N.

6.  ALL CEILING SOFFITS TO BE PAINTED TO MATCH
ADJACENT WALL SURFACE, U.O.N.

7.  ALL AREAS WITHIN LIMITS OF CONSTRUCTION SHALL
BE SPRINKLERED.

8. ALL ACOUSTICAL CEILING PANELS, PROVIDE CLIPS
FOR EA. PANEL

DH

N
O

R
TH
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KEY PLAN
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AREA F1
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 NOTES:
1.  ALL CEILINGS TO BE 8'-0" AFF U.O.N.

2.  CEILING GRIDS SHALL BE CENTERED IN THE ROOM
U.O.N.

3.  SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURE
SCHEDULE.

4.  IN CASE OF MINOR DISCREPANCIES IN LOCATION OF
CEILING MOUNTED COMPONENTS WITH ENGINEERING
DRAWINGS, THE REFLECTED CEILING PLAN SHALL
GOVERN.

5.  SEE ROOM FINISH SCHEDULE FOR CEILING TYPE AND
FINISH, U.O.N.

6.  ALL CEILING SOFFITS TO BE PAINTED TO MATCH
ADJACENT WALL SURFACE, U.O.N.

7.  ALL AREAS WITHIN LIMITS OF CONSTRUCTION SHALL
BE SPRINKLERED.
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CLEAN
SUPPLIES

CLEAN
SUPPLIES

8F-145

187 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-112

252 SF

ISOLATION
ICU PAT.

RM.

ISOLATION
ICU PAT.

RM.
8F-111

183 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-113

184 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-114

173 SF

TEAM ROOMTEAM ROOM
8F-115

307 SF

NURSE
STATION
NURSE

STATION
8F-148 MEDSMEDS

8F-147

NOURISHMENTNOURISHMENT
8F-146

CLEAN
LINENS
CLEAN
LINENS
8F-142

SIGNAL
CLOS.
8F-143

H.A.C.
8F-144

127 SF

SOILED
UTILITY
SOILED
UTILITY

8F-139

113 SF

CLEAN
UTILITY
CLEAN
UTILITY

8F-140

ANTE RM.

ISOLATION
ICU PAT.

RM.

262 SF
8F-120

266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-119
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-118
260 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-117

794 SF

CORRIDORCORRIDOR
C8-7

CORRIDOR
C8-9

62 SF

ANTE ROOMANTE ROOM
8F-110 248 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-108
266 SF

ICU PAT.
RM.

ICU PAT.
RM.

8F-107

FEC

752 SF

CORRIDORCORRIDOR
C8-8

678 SF

CORRIDORCORRIDOR
C8-13

CARD
READRER

8' - 0"

7' - 6"

8' - 0"

8' - 0"8' - 0"

8' - 0"

1 2 3 4 5

PATIENT LIFT TRACK
TYP. RECESSED W/ CEILING
TRIM (TYP OF GYP. BD.
CEILINGS) (PLT) - SEE NOTE 11

E

F

G

H

I

G1
G2

CLBED

7' - 6"

2'X2' CEILING GRID

DOWNLIGHT RECESSED CAN

EGRESS SYMBOL - SINGLE

EGRESS SYMBOL - DOUBLE ARROWS

TROFFER LENS 2'X4'

SURGERY LINEAR DIFFUSER

OR SURGERY LINEAR DIFFUSER

RADIANT LINEAR EXTRUDED PANEL

CUBICLE CURTAIN TRACK
CCT

PLT
PATIENT LIFT TRACK

TROFFER LENS 2'X4' W/
NURSE CALL

TROFFER LENS 2'X2'

SCALE: 1/8"   =    1'-0"1 EXISTING REFLECTED CEILING PLAN- 8TH FLOOR SICU ADDITION
SCALE: 1/8"   =    1'-0"2 REFLECTED CEILING PLAN - 8TH FLOOR REVISION

REFLECTED CEILING PLAN

A-306

8TH FLOOR

LEGEND

 NOTES:

1.  ALL CEILINGS TO BE 8'-0" AFF U.O.N.

2.  CEILING GRIDS SHALL BE CENTERED IN THE ROOM
U.O.N.

3.  SEE ELECTRICAL DRAWINGS FOR LIGHTING FIXTURE
SCHEDULE.

4.  IN CASE OF MINOR DISCREPANCIES IN LOCATION OF
CEILING MOUNTED COMPONENTS WITH ENGINEERING
DRAWINGS, THE REFLECTED CEILING PLAN SHALL
GOVERN.

5.  SEE ROOM FINISH SCHEDULE FOR CEILING TYPE AND
FINISH, U.O.N.

6.  ALL CEILING SOFFITS TO BE PAINTED TO MATCH
ADJACENT WALL SURFACE, U.O.N.

7.  ALL AREAS WITHIN LIMITS OF CONSTRUCTION SHALL
BE SPRINKLERED.

8. ALL ACOUSTICAL CEILING PANELS, PROVIDE CLIPS
FOR EA. PANEL

DH

N
O

R
TH
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7F138A - - - - - -  - - -  -    - 1

7F139A - - - - - -  - - -  -    - 1

7F140B - - - - - -  - - -  -    - 1

7F140C - - - - - -  - - -  -    - 1

7F141 - - - - - -  - - -  -    - 1

7F113E - - - - - -  - - -  -    - 1

7F142B - - - - - -  - - -  -    - 1

7F142C - - - - - -  - - -  -    - 1

7F142A - - - - - -  - - -  -    - 1

7F143 - - - - - -  - - -  -    - 1

7F144B - - - - - -  - - -  -    - 1

7F113G - - - - - -  - - -  -    - 1

7F151B - - - - - -  - - -  -    - 1

7F145 - - - - - -  - - -  -    - 1

7F144A - - - - - -  - - -  -    - 1

7F151C - - - - - -  - - -  -    - 1

7F146 - - - - - -  - - -  -    - 1

7F149 - - - - - -  - - -  -    - 1

7F147 - - - - - -  - - -  -    - 1

7F148 - - - - - -  - - -  -    - 1

7F150B A - - - - - -  - - -  -    - 1

7F150B B - - - - - -  - - -  -    - 1

7F150A - - - - - -  - - -  -    - 1

7F153 - - - - - -  - - -  -    - 1

7F114 - - - - - -  - - -  -    - 1

7F118A - - - - - -  - - -  -    - 1

7F122B - - - - - -  - - -  -    - 1

7F113 - - - - - -  - - -  -    - 1

7F123 3'-0" 7'-0" - SCWD A HM 1 20

7F121 - - - - - -  - - -  -    - 1

7F120 - - - - - -  - - -  -    - 1

7F118 - - - - - -  - - -  -    - 1

7F122 - - - - - -  - - -  -    - 1

7F119 - - - - - -  - - -  -    - 1

7F116 - - - - - -  - - -  -    - 1

7F154 A 4'-0" 7'-0" - SCWD A HM 1 3 4

7F154 B PR 4' 2' 7'-0" - SCWD C HM 1 5

7F154D 3'-0" 7'-0" - SCWD A HM 1 28

7F154C 3'-0" 7'-0" - SCWD A HM 1 28
7F154B 3'-0" 7'-0" - SCWD A HM 1 24

7F154A 3'-0" 7'-0" - SCWD A HM 1 24

7F155 3'-0" 7'-0" - SCWD A HM 1 22

7F103A 3'-0" 7'-0" - SCWD A HM 1 25

7F103B 3'-0" 7'-0" - SCWD A HM 1 23

7F101A 3'-0" 7'-0" - SCWD A HM 1 24

7F101B 3'-0" 7'-0" - SCWD A HM 1 24

C72F B PR2'-6" 7'-0" - SCWD C HM 1 2

7F108E - - - ALUM/GL D -  - - 31  -    - 3

7F108B 3'-0" 7'-0" - SCWD A HM 1 24
7F108 PR3'-6" 7'-0" - SCWD A HM 1 30 4, 5

7F108C 3'-0" 7'-0" - SCWD A HM 1 24

7F108D A 3'-0" 7'-0" - SCWD A HM 1 27  5

7F108D B 3'-0" 7'-0" - SCWD A HM 1 28

7F112 3'-0" 7'-0" - SCWD A HM 1 18  6

7F109A B 4'-0" 7'-0" - SCWD A HM 1 14  6

7F109A A 4'-0" 7'-0" - SCWD B HM 2 10  7

7F113H A 4'-0" 7'-0" - SCWD B HM 2 15  7

7F113H B 4'-0" 7'-0" - SCWD A HM 1 10

7F109A PR 4' 2' 7'-0" - HM H HM 2 6  6, 7, 8

7F113 B 4'-0" 7'-0" - SCWD F HM 2 10  7

7F109B 3'-0" 7'-0" - SCWD F HM 2 11  7

7F110B 3'-0" 7'-0" - SCWD F HM 2 11  7

7F110A A 3'-0" 7'-0" - SCWD G HM 1 26  6

7F113 A 4'-0" 7'-0" - SCWD F HM 2 10  7

7F110A B 3'-0" 7'-0" - SCWD F HM 2 12  7

7F111 PR3'-0" 7'-0" - SCWD A HM 1 21  6

7F110A  PR 4' 2' 7'-0" - HM H HM 2 6  6, 7, 8

7F125 3'-0" 7'-0" - SCWD A HM 1 19  6

7F113 C 4'-0" 7'-0" - SCWD F HM 2 10  7

7F124A PR 4' 2' 7'-0" - HM H HM 2 8  6, 7, 8

7F126A 4'-0" 7'-0" - SCWD A HM 1 14

7F126B 4'-0" 7'-0" - SCWD A HM 1 15

7F124B 3'-0" 7'-0" - SCWD F HM 2 11  7

7F128D 3'-0" 7'-0" - SCWD F HM 2 11  7

7F128A PR 4' 2' 7'-0" - HM H - - 9  2

7F140A PR 4' 2' 7'-0" - - H -  - - 9 2

7F142D PR 4' 2' 7'-0" - - H -  - - 8 2

7F151A PR 4' 2' 7'-0" - - H -  - - 6 2

7F118B PR 4' 2' 7'-0" - - H -  - - 7 2

7F122A PR 4' 2' 7'-0" - - H -  - - 7 2

7F128C - - - - - -  - - -  -    - 1

7F128B - - - - - -  - - -  -    - 1

7F113C - - - - - -  - - -  -    - 1

7F134C - - - - - -  - - -  -    - 1

7F132 - - - - - -  - - -  -    - 1

7F134B - - - - - -  - - -  -    - 1

7F134A PR 4' 2' 7'-0" - HM H - - 6  2

7F138B - - - - - -  - - -  -    - 1

7F139B - - - - - -  - - -  -    - 1

7F137 - - - - - -  - - -  -    - 1

7F136 - - - - - -  - - -  -    - 1

7F135 - - - - - -  - - -  -    - 1

7F133 - - - - - -  - - -  -    - 1

7F131 - - - - - -  - - -  -    - 1

7F130 - - - - - -  - - -  -    - 1

7F129 - - - - - -  - - -  -    - 1

7F127 3'-0" 7'-0" - SCWD A HM 1 20  6

7F106 3'-0" 7'-0" - SCWD A HM 1 24  6

7F105 3'-0" 7'-0" - SCWD A HM 1 24  6

7F107I 3'-0" 7'-0" - SCWD A HM 1 16  6

7F107H 3'-6" 7'-0" - SCWD A HM 1 17  6, 9

C713F - - - - - -  - - -  -    - 1

C712F B - - - - - -  - - -  -    - 1, 6

STAIR 6 - - - - - -  - - -  -    - 1

C72F A 4'-0" 7'-0" - SCWD A HM 3 4 5, 10

7F107B 3'-0" 7'-0" - SCWD A HM 1 20 6

C71F - - - - - -  - - 1  -    - 1, 11

C712F A - - - - - -  - - -  -    - 1, 6

MMK #

DOOR

W H T

FRAME

TYPE M F TYPE HEAD
SIGNAGE

JAMB

DETAILS

SILL WARE
HARD-

RATING
FIRE REMARKS

DOOR SCHEDULE - 6TH FLOOR - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL

REMARKS

1.  EXISTING DOOR & FRAME TO REMAIN - REFINISH EXISTING DOOR & FRAME

2.  REPLACE EXISTING PAIR OF O.R. DOORS WITH NEW HOLLOW METAL LEAD LINED DOORS
TO MATCH - EXISTING FRAME TO REMAIN - PAINT NEW DOORS & FRAME

3.  ICU PACKAGE DOOR - SEE SPECIFICATIONS

4.  AUTO OPEN DOORS

5.  DOORS IN ONE HOUR SMOKE BARRIER WALL

6.  DOOR IN WALL SEALED TO RESIST PASSAGE OF SMOKE

7.  DOOR TO BE LEAD LINED WITH 1/16" LEAD TO 7'-0" A.F.F.

8.  HOLLOW METAL LEAD-LINED O.R. DOOR - PAINTED

9.  NEW DOOR IN EXISTING FRAME - VERIFY DIMENSION

10. CARD READER

11.  REMOTE OPEN PLUS CARD READER

12.  EXISTING DOOR, FRAME & HARDWARE TO BE RELOCATED - VERIFY EXACT  LOCATION

M

DOOR

W H T

FRAME

TYPE M F TYPE HEAD
SIGNAGE

JAMB

DETAILS

SILL WARE
HARD-

RATING
FIRE REMARKS

DOOR SCHEDULE - 7TH FLOOR - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL

DOOR SCHEDULE - 8TH FLOOR - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL
801  -  - -  -  -  -  - - - - X  -   -  12

6F120 3'-0" 7'-0" - SCWD A HM 1 19

6F105 4'-0" 7'-0" - HM A HM 1 19

802  -  - -  -  -  -  - - - - X  -   -  12

803  -  - -  -  -  -  - - - - X  -   -  12

804  -  - -  -  -  -  - - - - X  -   -  12

805  -  - -  -  -  -  - - - - X  -   -  12

806  -  - -  -  -  -  - - - - X  -   -  12

807  -  - -  -  -  -  - - - - X  -   -  12

808  -  - -  -  -  -  - - - - X  -   -  12

DOOR SCHEDULE - 7TH FLOOR - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL

MK #

C7 8F 4'-0" 7'-0" - SCWD A HM 3 13 5, 10

STAIR 10 - - - - - -  - - -  -    - 1

7F150 A - - - - - -  - - -  -    - 1

7F150 B - - - - - -  - - -  -    - 1

 Hardware Sets

 SET #01
 2	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 2	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 NOTE: Field Notch Continuous Hinge For Power Transfer
	
 1	
 Motion Sensor	
 SCANII-W	
 WHITE	
 LO
	
 1	
 Emergency Exit Button	
 623RD EX DA	
 630	
 LO
	
 1	
 Momentary Pushbutton Switch	
 623BK DP	
 630	
 LO
	
 1	
 Power Supply	
 PS902 900-FA	
 LO
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 2	
 Electric Exit Device	
 EL LD 9849WDC-L x 996L-R&V-BE 06 LBL	
 US26D, US32D	
 VO
	
 2	
 Electromagnetic Lock	
 M490	
 LO
	
 2	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Overhead Door Stop	
 90S Series	
 US32D	
 GL
	
 1	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 2	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-1"	
 US32D	
 RO
	
 2	
 Brush Astragal	
 600 A DH	
 NA
	
 2	
 Door Silencers (HM Frame)	
 SR64	
 IV

OPERATION:
Electric exit devices are normally powered with latches held retracted.  Fire alarm connection to power supply cuts
power to provide positive latching upon alarm activation.  Card reader (by others) in Corridor C7 17F, or wall actuator
switch in Corridor C7 15F releases magnetic locks, and initiates automatic operators to open doors.  Momentary
pushbutton switch in OR CTR 7F155 provides remote release of magnetic locks, and actuation of automatic operators for
authorized entry.  Motion Sensor or emergency exit button release magnetic locks for manual operation of doors.  Fire
alarm connection to power supply releases magnetic locks upon alarm activation.  Fire alarm connection to automatic
operators disables automatic opening upon fire alarm activation.  Coordinate with electrical, fire alarm, & security
contractors.

 SET #02
 2	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Electromagnetic Lock	
 M490	
 LO
	
 1	
 Power Supply	
 PS902 900-FA	
 LO
	
 2	
 Exit Device	
 9849EO-F 249 LBL/FIRE PIN KIT	
 US32D	
 VO
	
 2	
 HD Parallel Arm Closer	
 4040 XP EDA DEL TBSRT	
 AL	
 LC
	
 2	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 2	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Astragal	
 139 SS DH	
 US32D	
 NA
	
 2	
 Door Silencers (HM Frame)	
 SR64	
 IV

OPERATION:
Card reader (by others) in corridor C7 2F releases magnetic lock on leaf swinging into Corridor C7 11F for authorized
entry.  Fire alarm connection to power supply releases magnetic lock upon fire alarm activation.  Coordinate with
electrical, fire alarm, and security contractors.

 SET #03
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Electric Strike	
 6211 24VDC FSE	
 US32D	
 VO
                                                NOTE: Electric Strike Is Powered By On-Board Power Supply In Automatic Operator
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA

OPERATION:
Wall actuator switches inside & outside release electric strike, and initiate automatic operator to open door.  Fire alarm
connection to automatic operator disables automatic opening upon fire alarm activation.  Coordinate with electrical & fire
alarm contractors.

 SET #04
 1	
 Continuous Hinge	
 CFM 83 HD1	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Electric Strike	
 6211 24VDC FSE	
 US32D	
 VO
                                                NOTE: Electric Strike Is Powered By On-Board Power Supply In Automatic Operator
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                         NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Overhead Door Stop	
 90S Series	
 SP28	
 GL
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

OPERATION:
Wall actuator switches inside & outside release electric strike, and initiate automatic operator to open door.  Fire alarm
connection to automatic operator disables automatic opening upon fire alarm activation.  Coordinate with electrical & fire
alarm contractors.

 SET #05
 2	
 Continuous Hinge	
 CFM 83 HD1	
 PE
	
 1	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 NOTE: Field Notch Continuous Hinge For Power Transfer
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 1	
 Top Auto Flush Bolt	
 FB62	
 US32D	
 IV
	
 1	
 Electric Exit Device	
 EL 9875HL-F 425-SNB 575-2 US32D	
 US32D	
 VO
	
 1	
 Coordinator	
 COR60 FL20	
 US28	
 IV
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2" F(WHI)	
US32D	
 RO
	
 2	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SS DH	
 US32D	
 NA

OPERATION:
Electric exit device is normally powered with latch held retracted.  Fire alarm connection to power supply cuts power to
provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operator disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #06
 2	
 Pivot Set	
7227	
 US26D	
 IV
	
 2	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 1	
 Top Auto Flush Bolt	
 FB51T	
 US32D	
 IV
	
 1	
 Electric Exit Device	
 EL 9875HL-F 425-SNB 575-2 US32D	
 US32D	
 VO
	
 NOTE: Lead Line Exit Device Trim
	
 1	
 Coordinator	
 COR60 FL20	
 US28	
 IV
	
 2	
 Mounting Bracket	
 MB2	
 SP28	
 IV
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Overhead Door Stop	
 90S Series	
 SP28	
 GL
	
 1	
 Overhead Door Holder	
 90F Series	
 SP28	
 GL
	
 1	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SSLD DH	
 US32D	
 NA

OPERATION:
Electric exit device is normally powered with latch held retracted.  Fire alarm connection to power supply cuts power to
provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operator disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #07
 2	
 Pivot Set	
7227	
 US26D	
 IV
	
 2	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 1	
 Top Auto Flush Bolt	
 FB51T	
 US32D	
 IV
	
 1	
 Electric Exit Device	
 EL 9875HL-F 425-SNB 575-2 US32D	
 US32D	
 VO
	
 NOTE: Lead Line Exit Device Trim
	
 1	
 Coordinator	
 COR60 FL20	
 US28	
 IV
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 2	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SSLD DH	
 US32D	
 NA

OPERATION:
Electric exit device is normally powered with latch held retracted.  Fire alarm connection to power supply cuts power to
provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operator disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #08
 2	
 Pivot Set	
7227	
 US26D	
 IV
	
 2	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 1	
 Top Auto Flush Bolt	
 FB51T	
 US32D	
 IV
	
 1	
 Electric Exit Device	
 EL 9875HL-F 425-SNB 575-2 US32D	
 US32D	
 VO
	
 NOTE: Lead Line Exit Device Trim
	
 1	
 Coordinator	
 COR60 FL20	
 US28	
 IV
	
 1	
 Mounting Bracket	
 MB2	
 SP28	
 IV
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Overhead Door Holder	
 90F Series	
 SP28	
 GL
	
 1	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SSLD DH	
 US32D	
 NA

OPERATION:
Electric exit device is normally powered with latch held retracted.  Fire alarm connection to power supply cuts power to
provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operator disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #09
 2	
 Pivot Set	
7227	
 US26D	
 IV
	
 2	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 1	
 Top Auto Flush Bolt	
 FB51T	
 US32D	
 IV
	
 1	
 Electric Exit Device	
 EL 9875HL-F 425-SNB 575-2 US32D	
 US32D	
 VO
	
 NOTE: Lead Line Exit Device Trim
	
 1	
 Coordinator	
 COR60 FL20	
 US28	
 IV
	
 1	
 Mounting Bracket	
 MB2	
 SP28	
 IV
	
 1	
 Automatic Operator	
 4642 REG SRT	
 AL	
 LC
                                                  NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Overhead Door Stop	
 90S Series	
 SP28	
 GL
	
 1	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SSLD DH	
 US32D	
 NA

OPERATION:
Electric exit device is normally powered with latch held retracted.  Fire alarm connection to power supply cuts power to
provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operator disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #10
 1	
 Pivot Set	
7227	
 US26D	
 IV
	
 1	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A L	
 US32D	
 GL
	
 1	
 Parallel Arm Closer	
4040 XP REG/PA DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #11
 1	
 Pivot Set	
7227	
 US26D	
 IV
	
 1	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A L	
 US32D	
 GL
	
 1	
 Parallel Arm Closer W/ Stop	
 4040 XP SCUSH DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #12
 1	
 Pivot Set	
7227	
 US26D	
 IV
	
 1	
 Intermediate Pivot	
 7227 INT	
US26D	
 IV
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A L	
 US32D	
 GL
	
 1	
 Parallel Arm Closer	
4040 XP REG/PA DEL TBSRT	
 AL	
 LC
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #13
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Parallel Arm Closer	
4040 XP REG/PA DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #14
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Regular Arm Closer	
 4040 XP REG DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #15
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Parallel Arm Closer W/ Stop	
 4040 XP SCUSH DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #16
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Lockset	
 45H-7D15H STD	
 626	
 BE
	
 1	
 Parallel Arm Closer W/ Stop	
 4040 XP SCUSH DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #17
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Lockset	
 45H-7D15H STD	
 626	
 BE
	
 1	
 Regular Arm Closer	
 4040 XP REG DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

  	


	
 SET #18
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Lockset	
 45H-7D15H STD	
 626	
 BE
	
 1	
 Parallel Arm Closer W/ Stop	
 4040 XP SCUSH DEL TBSRT	
 AL	
 LC
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #19
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Lockset	
 45H-7D15H STD	
 626	
 BE
	
 1	
 Regular Arm Closer	
 4040 XP REG DEL TBSRT	
 AL	
 LC
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #20
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Lockset	
 45H-7D15H STD	
 626	
 BE
	
 1	
 Parallel Arm Closer	
4040 XP REG/PA DEL TBSRT	
 AL	
 LC
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #21
 6	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Top Auto Flush Bolt	
 FB62	
 US32D	
 IV
	
 1	
 Lockset	
 45H-7A15H STD 7/8"LTC	
 626	
 BE
	
 1	
 Coordinator	
 COR52 FL20	
 US28	
 IV
	
 2	
 Mounting Bracket	
 MB2	
 SP28	
 IV
	
 2	
 Parallel Arm Closer	
4040 XP REG/PA DEL TBSRT	
 AL	
 LC
	
 2	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 2	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 B H&J	
 NA
	
 1	
 Astragal	
 139 SS DH	
 US32D	
 NA

 SET #22
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Lockset	
 45H-7A15H STD	
 626	
 BE
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #23
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Lockset	
 45H-7A15H STD	
 626	
 BE
	
 NOTE: Install Lock With Locking Lever On Consult 7F103 Face
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #24
 1	
 Pivot Set	
DAP-3	
 US26D	
 ST
	
 1	
 Emergency Door Stop	
 ES-1	
 US26D	
 ST
	
 1	
 Privacy Set	
 45H-0LT15H	
 626	
 BE
	
 1	
 Overhead Door Stop	
 100S Series	
 SP28	
 GL
	
 2	
 Mortised Astragal	
 136 S DH	
NA
	
 NOTE: Mortise Astragals Into Both Vertical Edges Of Door

 SET #25
 3	
 Hinges	
 FBB179 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Passage Set	
 45H-0N15H	
 626	
 BE
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #26
 3	
 Hinges	
 FBB168 4 1/2 X 4 1/2	
 US26D	
 ST
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Regular Arm Closer	
 4040 XP REG DEL TBSRT	
 AL	
 LC
	
 1	
 Protection Plate	
 K1050 10" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #27
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Regular Arm Closer	
 4040 XP REG DEL TBSRT	
 AL	
 LC
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 1	
 Gasketing	
 5050 C H&J	
 NA

 SET #28
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #29
 1	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 1	
 Push/Pull Latch(es)	
HL6-5 5"  A	
 US32D	
 GL
	
 1	
 Armor Plate	
 K1050 30" x DW-2"	
 US32D	
 RO
	
 1	
 Wall Bumper	
 406	
 US32D	
 RO
	
 3	
 Door Silencers (HM Frame)	
 SR64	
 IV

 SET #30
 2	
 Continuous Hinge	
 CFM HD1 DH	
 PE
	
 2	
 Power Transfer	
 EPT 2	
 SP28	
 VO
	
 NOTE: Field Notch Continuous Hinge For Power Transfer
	
 1	
 Power Supply	
 PS914 900-2RS-FA	
VO
	
 2	
 Electric Exit Device	
 EL LD 9849WDC-L x 996L-R&V-BE 06 LBL	
 US26D, US32D	
 VO
	
 2	
 Automatic Operator	
4642 REG SRT	
 AL	
 LC
                                          NOTE: Automatic Operator Requires 120VAC & Connection To Fire Alarm.....Coordinate
	
 2	
 Exit Device Protector	
 R116EDPH	
 US32D	
 RO
	
 2	
 Armor Plate	
 K1050 30" x DW-1"	
 US32D	
 RO
	
 2	
 Wall Bumper	
 406	
 US32D	
 RO
	
 2	
 Touchless Wall Actuator Switch	
 8310-813	
LC
	
 1	
 Gasketing	
 5050 C H&J	
 NA
	
 2	
 Brush Astragal	
 600 A DH	
 NA

OPERATION:
Electric exit devices are normally powered with latches held retracted.  Fire alarm connection to power supply cuts power
to provide positive latching upon alarm activation.  Wall actuator switches inside & outside release electric strike, and
initiate automatic operator to open door.  Fire alarm connection to automatic operators disables automatic opening upon
fire alarm activation.  Coordinate with electrical & fire alarm contractors.

 SET #31
 NOTE: All Hardware By Door Supplier

                                                    Manufacturer List

 Code Name
 BE	
 Best Access Systems (No Substitution)
	
 GL	
 Glynn Johnson
	
 IV	
 Ives
	
 LC	
 LCN Closers
	
 LO	
 Schlage Electronics
	
 NA	
 National Guard
	
 PE	
 Pemko
	
 RO	
 Rockwood
	
 ST	
 Stanley
	
 VO	
 Von Duprin

7F154E 3'-0" 7'-0" - SCWD A HM 1 24

7F154F 3'-0" 7'-0" - SCWD A HM 1 23

7F154G 3'-0" 7'-0" - SCWD A HM 1 24

7F154H 3'-0" 7'-0" - SCWD A HM 1 23

6F105A 4'-0" 7'-0" - HM A HM 1 19

A-401

DOOR SCHEDULE

DB
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1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR
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65% DESIGN DEVELOPMENT - NOT FOR CONSTRUCTION

4

FRAME TYPES

3

2

1

6

5
SINGLE FRAME

WITH STOPS
SIDELIGHT FRAME DOUBLE FRAME

GENERAL NOTES:

1.  SEE FRAME DETAILS FOR SPECIFIC CONDITIONS.
2.  ALL NEW FRAMES TO BE ANTIQUE BRONZE FINISH.

SINGLE FRAME
WITHOUT STOPS

(METAL)

8

7

DOUBLE EGRESS/H.M. FRAME

PROVIDE
CLOSED END
OF STOPS

SLIDING DOOR FRAME

RECESSED
DOOR
TRACK
(1/2")

PATIENT ROOM FRAME

BORROWED
LITE
(REFER TO
ELEVATION
FOR GLASS
TYPE)

12

14  (ALUMINUM) 16  (ALUMINUM)

PATIENT ROOM FRAME

HORIZONTAL
MEMBER

18  (ALUMINUM)

BORROWED
LITE
(REFER TO
ELEVATION
FOR GLASS
TYPE)

20  (ALUMINUM)

TRANSOM
LITE

EXTERIOR FRAME

10

METAL TRACKS

DOOR SIZES
WIDTH

MK
IN [mm]

1'-6" [457]A

2'-0"B

2'-2"C

2'-4"D

2'-6"E

2'-8"F

2'-10"G

3'-0"H

3'-2"I

3'-4"J

3'-8"K

3'-10"L

1'-6"M

HEIGHT

IN [mm]

6'-8" [2032]

[610] 6'-8" [2032]

[660] 6'-8" [2032]

[711] 6'-8" [2032]

[762] 6'-8" [2032]

[813] 6'-8" [2032]

[864] 6'-8" [2032]

[914] 6'-8" [2032]

[965] 6'-8" [2032]

[1016] 6'-8" [2032]

[1118] 6'-8" [2032]

[1168] 6'-8" [2032]

[457] 7'-8" [2337]

WIDTH
MK

IN [mm]

2'-0"N

2'-2"O

2'-4"P

2'-6"Q

2'-8"R

3'-0"S

3'-4"T

3'-6"U

3'-8"V

3'-10"W

4'-0"X

3'-0"Y

Z

HEIGHT

IN [mm]

[610]

[660]

[711]

[762]

[813]

[914]

[1016]

[1067]

7'-0" [2134]

[1118]

8'-0" [2438]

7'-0"

7'-0"

7'-0"

[2134]

[2134]

[2134]

7'-0" [2134]

7'-0" [2134]

7'-0" [2134]

7'-0" [2134]

7'-0" [2134]

7'-0" [2134]

7'-0" [2134]

[1168]

[1219]

[914]

DOOR MODIFICATIONS

A
D

E

G

H
J
L
LP
M

T
T1

T2

U
V
F
W

LAMINATED GLASS
DOUBLE GLAZED
TEMPERED GLASS
EXISTING DOOR, FRAME
AND HARDWARE TO
REMAIN - REFINISH
EXISTING DOOR - SEE
ROOM FINISH SCHEDULE
EXISTING DOOR, FRAME
AND HARDWARE TO BE
RELOCATED - VERIFY
EXACT LOCATION
ELECTRIC HOLD
ACCESS CONTROL
LOUVER
LIGHT PROOF LOUVER
MECH. SEAL FOR LIGHT
PROOF & SOUND
RETARDING DOOR
TEMPERED GLASS
TEMPERED GLASS, ONE
LEAF ONLY
TEMPERED GLASS,
BOTH LEAVES
UNDERCUT 1" [25mm]
LEAD GLASS
FIRE RATED GLAZING
WIRE GLASS

DOOR SYMBOL LEGEND  (SEE ELEVATIONS)

FRAME TYPE

DOOR SIZE

DOUBLE LETTERS
EQUAL SIZE OF
LEAF FOR PAIR
OF DOORS

1 2

A
T

DOOR
TYPE

DOOR
MODIFICATION

GLASS OR LOUVER
REQUIRED BY
MODIFICATION

GLASS OR LOUVER
REQUIRED BY
ELEVATION TYPE

NOTES:

1.

2.

3.

4.

5.

ALL DOORS SHALL BE FLUSH - 1 3/4" [44mm] THICK UNLESS NOTED OTHERWISE.

TOP & SIDE RAILS SHALL BE 9" [229mm] MIN. BOTTOM RAILS SHALL BE 12" MIN. [305mm].

 REFER TO SPECIFICATION SECTION 08 71 00 FOR DOOR HARWARE.

ALL FRAMES TO HAVE HOSPITAL STOPS EXCEPT FOR LEAD LINED FRAMES - REFER 2/A-402

ALL NEW WINDOW AND DOOR FRAMES TO BE ANTIQUE BRONZE FINISH.

3'-8" 5'-10" [1778][1219]

AA 8'-0" 10'-0" [3048][2438]

BB 7'-0" 7'-0" [2134][2134]

CC 4'-0" 7'-10" [2388][1219]

1
DOOR
HARDWARE

DD 9'-0" 7'-0" [2134][2742]

EE 1'-6" 7'-0" [2134][457]

EVEN NUMBERS (2,4,6) =  METAL (STEEL  (H.M.), U.N.O.)
ODD NUMBERS (1,3,5) = WOOD

DOOR SYMBOLS & ABBREVIATIONS

FF

GG

HH 3'-8" [1219] 5'-8" [1727]

8'-0" [2438] 7'-0" [2134]

2

1

4

3

6

5

8

7

M

100 IN SQ.
MAX.
[.064m sq.],
4"x25"
[102x635mm]
T. OR A. OR
W/F

T. OR A.
OR W/F

'B' LABEL
1 1/2 HOUR

10

9

12

11

1296 IN sq. [.84mm sq.] MAX. EACH
LEAF 4"x25" [102x635mm] 'F' GLASS

'B' LABEL
1 1/2 HOUR

'C' LABEL
45 MINS.

14

13 15/17
DUTCH DOOR LEAD LINED

SHELF

LEAD GLASS IF
REQ'D. (DR. 15)
(SIZE AS
SCHEDULED
OR SHOWN)

20

19 22
SOUND
RATED

DETENTION
TYPE

24

23

LOUVERS
AS REQ'D

25

26

GENERAL NOTE:
ALL 'B' LABELED
DOORS WILL HAVE A
90 MINUTE RATING.

30

SECURITY
VAULT DOOR

SECURITY
DOOR

38

37
SECURITY

RM. DR.

A

36

T.A.
VIEWER

COMBINATION
LOCK &
HANDLE

DOOR TYPES

40

SHORT
ACCESS DOOR

46
(ALUMINUM)

ENTRANCE DOORS

41

SLIDING
ICU-TYPE DOORS

44
(ALUMINUM)

(SLIDING)

(SLIDING)
(FIXED)

INDICATES
BREAKOUT
FEATURE

HORIZONTAL
MUNTIN

16

FRAME
DETAIL

1
7F135

1 5
S

- -

FIRE/SMOKE DOOR
WHERE REQUIRED - SEE

WALL TYPE

Scale:

1 DOOR TYPES
3/8"=1'-0"

Scale:

2 FRAME TYPES
3/8"=1'-0"

Scale:

3 WINDOW FRAME TYPES
3/8"=1'-0"

A
1/4" CLEAR TEMPERED GLASS IN HOLLOW
METAL FRAME
VERIFY LEAD LINING REQUIREMENTS FOR
THESE WINDOWS

B
SLIDING WINDOW

B
1/4" CLEAR TEMPERED GLASS IN HOLLOW
METAL FRAME
VERIFY LEAD LINING REQUIREMENTS FOR
THESE WINDOWS

100 IN SQ.
MAX.
[.064m sq.],
4"x25"
[102x635mm]
T. OR A. OR
W/F

FIRE/SMOKE DOOR
WHERE REQUIRED - SEE

WALL TYPE

FIRE/SMOKE DOOR
WHERE REQUIRED - SEE

WALL TYPE

A-402

DOOR TYPES, FRAMES
AND DETAILS

DB
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Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

RABBET DIM. VARIES
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65% DESIGN DEVELOPMENT - NOT FOR CONSTRUCTION

IN LEAD LINED METAL STUD PARTITION
JAMB-HEAD SIMILAR-DOOR & FRAME

ELEVATION

SPECIAL ANCHORAGE OF CLIP ANGLES AT INTERSTITIAL DECKS MAY BE REQUIRED.

THICKNESS OF LEAD AND LEAD GLASS IN DOORS IS TO BE DETERMINED BY A REGISTERED HEALTH PHYSICIST AND REVIEWED
BY THE VA HEALTH PHYSICS PROGRAM OFFICE.

LEAD IS NOT REQUIRED IN THE DOOR HEAD WHEN IT IS ONLY REQUIRED IN WALLS TO 7'-0" [2134mm] HEIGHT.

CLIP ANGLES FASTENED TO
SLAB OR BEAM SEE GENERAL
NOTE #1

2 1/2"x2"x3/8" ANGLES
[64x51x10mm] FASTENED
BOTH ENDS

PROVIDE JAMB REINFORCING
FOR HINGES OR PIVOTS

2" [51mm] DOOR
FRAME

CLIP ANGLES FASTENED TO
SLAB

[29mm] [16mm]DIMENSION

GYPSUM WALL BOARD

LEAD LINED GYPSUM BOARD

WITH WIDTH OF DOOR
SEE NOTES.

WHEN LEAD OCCURS ON
THIS PARTITION FACE,
EXTEND LEAD SHIELDING
COMPLETELY AROUND
INSIDE FACE OF BUCK.

FRAME MADE
FROM STOCK
FRAME.

DOUBLE
STUDS

METAL STUDS

CUT OUT

[13mm] USE SEALANT IF
NOT A TIGHT FIT

[3mm]

[13mm]

WIDTH OF
DIMENSION

[5
1m

m
]

[49mm] [1
0m

m
]

FRAME MUST BE AT LEAST
TWO PIECE TO INSTALL
OVER ANGLE

WELD

GROUT
FRAME

GENERAL NOTES:

1.

2.

3.

Scale:

1
N.T.S.

LEAD LINING FRAME DETAIL

TYP ALL INTERIOR HOLLOW METAL FRAMES

45

HM FRAME

FLOOR
FINISHED

4"

NOTE: EXTEND
STOPS TO FLOOR
WHERE WEATHER
STRIPPING,
AUTOMATIC DOOR
BOTTOMS OR LEAD
LINED DOORS ARE
SCHEDULED

CLOSE BOTTOM OF
STOP - WELD &
GRIND SMOOTH

Scale:

2
N.T.S.

HOSPITAL STOP  DETAIL

STANDARD DOOR FRAME

[13mm] [13mm]

ADD RETURN ON
FRAME WHERE
DRYWALL FINISH IS
REQUIRED GAGE AS

SPECIFIED

[1
6m

m
]

[49mm]

(DOOR SIDE)

[5
1m

m
]

Scale:

3
N.T.S.

STANDARD HOLLOW METAL FRAME

FRAMES IN METAL STUD PARTITIONS

STANDARD
FRAME FOR
DRYWALL

CAULK ALL
AROUND BOTH
SIDES

CERAMIC TILE
FINISH WHERE
REQUIRED

JAMB ANCHORS

DOUBLE STUDS BACK
TO BACK

DRYWALL, THICKNESS
SINGLE OR DOUBLE AS
REQUIRED

STUD
WIDTH

Scale:

4
N.T.S.

FRAME IN METAL STUD PARTITION

CONTINUOUS SEALANT

(3) METAL ANCHORS
PER JAMB

DOUBLE STUDS

HOLLOW METAL
FRAME (PTD)

CONTINUOUS
SEALANT

INSULATION
AS SCHEDULED

RUNNER CHANNEL AT
HEAD

HOLLOW METAL FRAME
(PAINTED)

CONTINUOUS SEALANT

NOTE: SHOWING THE SWING OF
DOUBLE EGRESS DOORS.

JAMBJAMB SIDE

A B

DOOR STOP
(BEYOND)

HEAD

PLAN

C

DOOR

BA

DOOR

C

Scale:

5
N.T.S.

DOUBLE EGRESS DOOR FRAME DETAILS

VERTICAL STUDS @ 1'-6"  [406mm] MAX.
W/ GYPSUM WALL BD.  1'-4" [406mm] W/ GYPSUM
LATH & PLASTER DOUBLE STUDS FOR SUPPORTING
CONC. BACKER BOARD.

PROVIDE CONTINUOUS BRACING WHEN STUDS
EXCEED 10'-0" [3048mm] & ARE FINISHED BOTH
SIDES

JAMB ANCHOR CLIPS 3 PER SIDE -
COORDINATE W/ HINGE REINFORCEMENT.

NOTE 1:
OMIT BRACE WHEN "D" DIMENSION IS LESS
THAN 2'-0" [610mm] FOR GYP. WALL BD.
OR 16" [400mm] FOR PLASTER PARTITION.

MET. DOOR
FRAME

1/2"
[13mm]
CONST.
JOINT

CRIPPLE STUD DO
NOT ANCHOR TO
BEARING STUD

GYPSUM
WALL BD.
PANELS

.

.

.

CONTROL
JOINT

DETAIL C
ELEVATION AT DOOR FRAME

ISOMETRIC OF CONST. JT.

STUD WIDTH
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E 
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/1

6
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m
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]
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4"

M
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JAMB DEPTH -
MINUS 3/16" [5mm]

3/
4"

 M
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.
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9m
m

]

3/
4"

M
IN

.
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m

]
1/

2"
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m
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5/
8"

 M
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. [
16

m
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FR
AM

E 
FA

CE
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M
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US
 3

/1
6"

 [5
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m
]

JAMB ANCHORS
(FURNISHED WITH FRAME)

DETAIL D

SHIM AS
REQ'D

RUNNER
BET.

STUDS

SEE
NOTE

1/2"
[13mm]

SEC.
B

DETAIL D

A A

DOUBLE
STUDS

JAMB
ANCHOR

SECTION  A SECTION  B

PROVIDE
SOUND
DEADENING
WHERE REQ'D

DETAIL  C

METAL
DOOR
FRAME
METAL
ANCHOR
CLIP

SANITAR
Y
STOPSHIM AS
REQ'D

.

.

1/2" MIN.
[13mm]

.

.

Scale:

6
N.T.S.

TYPICAL DOOR FRAMING DETAILS

A-403

DOOR DETAILS

DB



7F138 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F139 CNTRL PL SPLINT TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F140 GENERAL O.R. TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F141 SCRUB TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

Drawing Title Project Title Project Number

65% DESIGN DEVELOPMENT - NOT FOR CONSTRUCTION
Office of

Construction
and

Facilities
Management

7F113 CLEAN CORE EXPAN. TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F113E SUB-STERILE TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F142A CONTROL TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F142 GENERAL O.R. TZ1 TZ1 P1 P1 P1 P1 EXIST -  P3 P2

7F143 XRAY DIGITAL RM VSF1 RB1 P1 P1 P1 P1 EXIST -  P3 P2

7F144 STORAGE VSF1 RB1 P1 P1 P1 P1 EXIST -  P3 P2

7F113G SUB-STERILE TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F145 SCRUB TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F151 AMBULATORY O.R. TZ1 TZ1 P1 P1 P1 P1 EXIST -  P3 P2

7F146 TLT CT3 CT3 P2 P2 P2 P2 ACT - P3 P2

7F149 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F147 TLT CT3 CT3 P2 P2 P2 P2 ACT - P3 P2

7F148 MASS SPECROM RM VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F150B ANESTH CLEAN UP TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F150A CHIEF ANESTH OFF VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F150 SECT'Y WAITING VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F152 ALCOVE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F153 SOILED UTILITY TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F114 H.A.C. QT1 CT4A CT4 CT4 CT4 CT4 ACT -  P3 P2

7F113A SUB-STER. TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F118 GENERAL O.R. 1 TZ1 TZ1 P1 P1 P1 P1 EXIST -  P3 P2

7F122 GENERAL O.R. 2 TZ1 TZ1 P1 P1 P1 P1 EXIST -  P3 P2

7F113B SUB-STER. TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F121 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F120 SCRUB TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F119 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F117 CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F116 ELECT. CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F115 NURSE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F154 PRE OP VSF4,5 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F145D SOIL VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F154C CLEAN RM VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F154B TLT CT3 CT3 P2 P2 CT1/CT2 CT1/CT2 ACT -  P3 P2

7F154A TLT CT3 CT3 P2 CT1/CT2 CT1/CT2 P2 ACT -  P3 P2

7F155 O.R. CONTROL VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F102 SURGICAL WAITING LVT1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F103 CONSULT CPT RB1 P1 P1 P1 P1 ACT -  P3 P2

7F101A TLT CT3 CT3 P2 CT1/CT2 CT1/CT2 P2 ACT -  P3 P2

7F101B TLT CT3 CT3 CT1/CT2 CT1/CT2 P2 P2 ACT -  P3 P2

7F108E ISOLATION VSF4 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F108 RECOVERY VSF4,5 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F108B TLT VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F108C TLT VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F108D SOILED VSF4 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F112 I.T.  CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F113H EQUIP. STORAGE TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F109 CARDIAC O.R. 3 TZ1 TZ1 P1 P1 P1 P1 GYP BD 10'-6"  P3 P2

7F113D SUB-STERILE TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F107A SCRUB TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F110A CONTROL ROOM VSF1 RB1 P1 P1 P1 P1 GYP BD -  P3 P2

7F110 HYBRID O.R. 10 TZ1 TZ1 P1 P1 P1 P1 GYP BD 10'-6"  P3 P2

7F111 ANGIO EQUIPMENT VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F125 ANES. GAS STOR. VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F124 NEUROSURG. O.R. 9 TZ1 TZ1 P1 P1 P1 P1 GYP BD 10'-6"  P3 P2

7F126 BLOOD GAS TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F113F SUB-STERILE TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F128 CARDIAC O.R. 4 TZ1 TZ1 P1 P1 P1 P1 EXIST -  P3 P2

7F113C SUB-STER. TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F132 SCRUB TZ1 TZ1 P1 P1 P1 P1 ACT -  P3 P2

7F137 HEAD NURSE OFFICE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F136 CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F135 CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F133 ELECT. CLOSET VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F130 XRAY STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F107C SCRUB VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F106 TLT CT3 CT3 P2 P2 CT1/CT2 CT1/CT2 ACT -  P3 P2

7F105 TLT CT3 CT3 P2 CT1/CT2 CT1/CT2 P2 ACT -  P3 P2

7F107H GAS STORAGE VSF1 RB1 P1 P1 P1 P1 ACT - P3 P2

C74F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

C75F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

C76F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

C710F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

C71F ELEVATOR LOBBY VSF1,2 RB1 P1 P1 P1 P1 ACT - P3 P2

C72F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 ACT - P3 P2

C78F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

7F134 ORTHO OR 5 TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2C73F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

6TH & 8TH FLOOR BASE FINISH LEGEND
Key Name Base Finish

--- N/A
CT-1A DALTILE 6" X 12" COVE BASE, PATTERN: ASPEN LODGE,

COLOR: SHADOW PINE AL62
CT-2A DALTILE 3" X 6" COVE BASE, PATTERN: RITTENHOUSE

SQUARE, FINISH: SEMI-GLOSS, COLOR: URBAN PUTTY 0161
EX EXISTING TO REMAIN
INTEGRAL 4" HIGH SANITARY RUBBER BASE, COLOR: TO MATCH RB-1,

NOTE: HEAT WELD WITH RUBBER SHEET FLOORING
MATCH EX MATCH AND/OR PATCH EXISTING FINISH
RB-1 ROPPE 4" HIGH RUBBER WALL BASE, COLOR:182 TOFFEE
STL-1 STAINLESS STEEL

6TH & 8TH FLOOR FLOOR FINISH LEGEND
Key Name Floor Finish

--- N/A
CPT-1 TANDUS CARPET TILE, PATTERN: ABSTRACTION 03590,

COLOR: 79004 RADIANT FLUX
CS-1 SEALED CONCRETE
EX EXISTING TO REMAIN
LVT-1 ARMSTRONG 18" X 18" LUXURY VINYL TILE,  NATURAL

CREATIONS MYSTIX, COLOR: TP796 ARIA CHARCOAL
LVT-2 ARMSTRONG 6" X 36" LUXURY VINYL TILE,  NATURAL

CREATIONS MYSTIX, COLOR: TP799 SIDELINE CHARCOAL
MATCH EX MATCH AND/OR PATCH EXISTING FINISH
PT-1 DALTILE 18" X 18" PORCELAIN FLOOR TILE, PATTERN: ASPEN

LODGE, COLOR: MIDNIGHT BLAZE AL64
QT-1 DALTILE 6" X 6" QUARRY FLOOR TILE, COLOR: BRONZE 0Q62
RF-1 MONDO RUBBER TILE FLOORING, HARMONI, COLOR:HAS71

BLUE GRAY
RF-2 ROPPE RUBBER STAIRTREADS, RAISED DESIGN TREADS 93

TEXTURED, COLOR: 401 CAMELLO
RFS-1 MONDO RUBBER SHEET FLOORING, HARMONI, COLOR:HAS03

VANILLA
RFS-2 MONDO RUBBER SHEET FLOORING, HARMONI, COLOR:HAS12

MOCHA
RFS-3 MONDO RUBBER SHEET FLOORING, HARMONI, COLOR:HAS71

BLUE GRAY
TT-1 DALTILE 12" X 12" TERRAZZO FLOOR TILE, PATTERN: RIVER

RUN TERRAZZO, COLOR:FOGGY DAY TZ03
VCT-1 FORBO MARMOLEUM DUAL TILE, COLOR: T3053 DOVE BLUE

6TH & 8TH FLOOR WALL FINISH LEGEND
Key Name Wall Finish

--- N/A
CT-1 DALTILE 18" X 18" WALL TILE, PATTERN: ASPEN LODGE,

COLOR: SHADOW PINE AL62
CT-2 DALTILE 3" X 6" WALL TILE, PATTERN: RITTENHOUSE

SQUARE, FINISH: SEMI-GLOSS, COLOR: URBAN PUTTY 0161
EP-1 SHERWIN WILLIAMS EPOXY PAINT, COLOR:SW7511

BUNGALOW BEIGE
EX EXISTING TO REMAIN
MATCH EX MATCH AND/OR PATCH EXISTING FINISH
P-1 SHERWIN WILLIAMS LATEX PAINT, COLOR:SW7511

BUNGALOW BEIGE, FINISH EGGSHELL
SS-1 CORAIN SOLID SURFACE, COLOR: ECRU
WC-1 KOROSEAL, TYPE II VINYL WALL COVERING, PATTERN:

KIMONO, COLOR:CHINA SILK K721-28
WC-2 KOROSEAL, TYPE II VINYL WALL COVERING, PATTERN:

KIMONO, COLOR:TUSSAH K721-45
WC-3 KOROSEAL, TYPE II VINYL WALL COVERING, PATTERN:

GRIDLOCK, COLOR: WILLOW LANE G521-87
WC-4 KOROSEAL, TYPE II VINYL WALL COVERING, PATTERN:

GRIDLOCK, COLOR: COBBLESTONE G521-94
WC-5 NOT USED
WC-6 KOROSEAL, TYPE II VINYL WALL COVERING, PATTERN: TIMES

SQUARE, COLOR:GREENWICH Q221-36

6TH & 8TH FLOOR CEILING FINISH LEGEND
Key Name Ceiling Finish

--- N/A
AT-1 ARMSTRONG ACOUSTICAL SUSPENDED CEILING, STYLE:

OPTIMA OPEN PLAN, 15/16" SQUARE TEGULAR, COLOR:
WHITE,  NOTE: USE WITH PRELUDE 15"16"  TEE GRID

AT-1/GYP AT-1 & PAINTED GYP
AT-2 ARMSTRONG CLEAN ROOM ACOUSTICAL SUSPENDED

CEILING, STYLE: HEALTH ZONE OPTIMA, 15/16" SQUARE
TEGULAR,  COLOR: WHITE, NOTE: USE WITH 15/16" CLEAN
ROOM TEE GRID

EX EXISTING TO REMAIN
EXP EXPOSED
GYP PAINTED GYP
MATCH EX MATCH AND/OR PATCH EXISTING FINISH
MTL-1 BAKED ENAMEL METAL CEILING

7F129 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

7F109A BLOOD GAS TZ1 TZ1 P1 P1 P1 P1 GYP BD -  P3 P2

7F107I STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

C711F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

C712F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 ACT - P3 P2

C713F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 ACT - P3 P2

C715F CORRIDOR VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 ACT - P3 P2

7F107 ALCOVE VSF1,2,3 RB1 P1/WP1 P1/WP1 P1/WP1 P1/WP1 GYP BD - P3 P2

8F142 CLEAN LINENS VCT-1 RB-1 EP-1 EP-1 EP-1 EP-1 AT-2 - 1.- -

8F143 SIGNAL CLOSET VCT-1 RB-1 P-1 P-1 P-1 P-1 AT-1 - 1.- -

8F144 H.A.C. QT-1 CT-2A CT-2 CT-2 CT-2 CP-2 AT-2 - 1.- -

8F145 CLEAN SUPPLIES RFS-1 INTEG. P-1 P-1 P-1 P-1 AT-1 - 1.- -

C8-9 CORRIDOR RFS-1 INTEG. WC-4 WC-4 WC-4 WC-4 AT-1 GYP - 1.- -

8F146 NOURISHMENT VCT-1 RB-1 P-1 P-1 P-1 P-1 AT-1 - 1.- -

8F147 MEDS VCT-1 RB-1 P-1 P-1 P-1 P-1 AT-1 - 1.- -

8F123 ANTE ROOM RFS-3 INTEG. P-1 P-1 P-1 P-1 GYP - 1.- -

C811 ELEVATOR LOBBY RFS-3 INTEG. WC-1 WC-1 WC-1 WC-1 AT-1 GYP - 1.- -

DOORHEIGHTCEILINGWALL
WEST CEILING

WALLWALLWALLBASE
EASTNORTH SOUTH

FLOORTITLEMK FRAME REMARKS
DOOR

ROOM FINISH SCHEDULE - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL

6TH FLOOR
6F120 STORAGE VSF1 RB1 P1 P1 P1 P1 ACT -  P3 P2

6F105A ELEVATOR MACHINE CONC - P1 P1 P1 P1 - -  P3 P2

6F105 ELEVATOR ACCESS PIT CONC - - - - - - -  P3 P2

7TH FLOOR

ROOM FINISH SCHEDULE - OKLAHOMA CITY VA HOSPITAL O.R. REMODEL

DOORHEIGHTCEILINGWALL
WEST CEILING

WALLWALLWALLBASE
NORTH SOUTH

FLOORTITLEMK FRAME REMARKS
DOOR

8TH FLOOR

7TH FLOOR FLOOR FINISH LEGEND
Key Name Floor Finish

7TH FLOOR BASE FINISH LEGEND
Key Name Base Finish

7TH FLOOR WALL FINISH LEGEND
Key Name Wall Finish

7F123 H.A.C. QT1 CT4A CT4 CT4 CT4 CT4 ACT -  P3 P2

7F131 H.A.C. QT1 CT4A CT4 CT4 CT4 CT4 ACT -  P3 P2

7F127 H.A.C. QT1 CT4A CT4 CT4 CT4 CT4 ACT -  P3 P2

CPT1     CARPET - TANDUS LIANA BASMATI
VSF1     VINYL SHEET FLOORING - JOHNSONITE MELODIA SANDLOT
VSF2     VINYL SHEET FLOORING - JOHNSONITE MELODIA WALTZ
VSF3     VINYL SHEET FLOORING - JOHNSONITE MELODIA TRAILBLAZER WG
VSF4     VINYL SHEET FLOORING - JOHNSONITE ACCEZENT WOOD
              BRUSHED OAK LIGHT
VSF5     VINYL SHEET FLOORING - JOHNSONITE ACCEZENT WOOD
              BRUSHED OAK MEDIUM WG
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Key Name Finish

ACROVYN GALVESTON GRAY 315

REMARKS

1.  6TH & 8TH FLOOR ROOMS TO BE REMOLDELED PER DRAWINGS, FINISHES PER SICU
PROJECT FINISH SCHEDULE AS NOTED.

CT4       AMERICAN OLEAN 6"X6" BRIGHT SAND DOLLAR 0050
CT4A       AMERICAN OLEAN 6"X6" BRIGHT SAND DOLLAR COVE BASE
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EXISTING PREFAB. BRICK PANELS
TO REMAIN

EXISTING FIREPROOFING
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EXISTING ALUM. WINDOW

5/8" GYP. BOARD

3 5/8" X 22 GA. METAL
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3. SUBMIT PRODUCT FINISH SAMPLES FOR COLOR SELECTION BY OWNER.
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SUB-STERILE 7F113D CONTINUED SCRUB 7F107A

CONTROL 7F110A

A A

A A
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SINK
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SINK
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SINK
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Scale:
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A   NORTH WALL
SCRUB 7F107C

SCRUB
SINK
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SINK

A
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FULL HEIGHT STAINLESS STEEL
CABINETS WITH GLASS DOORS
AND ADJUSTABLE SHELVES

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

LEAD LINED WINDOW AND
FRAME

SCRUB SINKS - SEE SPECS

SCRUB SINKS - SEE SPECS

LEAD-LINED WINDOW AND
FRAME

LEAD-LINED WINDOW AND
FRAME

2'-6" DEEP SOLID SURFACE
WORK COUNTER AND 4"
SPLASH - SUPPORT AS
REQUIRED
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CABINETS - METAL - SEE
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2'-6" DEEP SOLID SURFACE
WORK COUNTER AND 4"
SPLASH - SUPPORT AS
REQUIRED

SINK - SEE SPECS

FULL HEIGHT STAINLESS STEEL
CABINETS WITH GLASS DOORS
AND ADJUSTABLE SHELVES

D   WEST WALL

CASED OPENING WITH HOLLOW
METAL FRAME

LEAD-LINED WINDOW AND
FRAME

CLOCK AND TIMER - VERIFY
EXACT LOCATION

60" MONITOR - GOVERNMENT
FURNISHED CONTRACTOR
INSTALLED - VERIFY HEIGHT

WORKSTATION - AMCASE
CASEWORK OR SIMILAR -
CONTRACTOR
FURNISHED
CONTRACTOR
INSTALLED

WORKSTATION - AMCASE
CASEWORK OR SIMILAR -
CONTRACTOR  FURNISHED
CONTRACTOR INSTALLED

1'-0" DEEP UPPER
CABINETS - METAL - SEE
SPECIFICATIONS

2'-6" DEEP SOLID SURFACE
WORK COUNTER AND 4"
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A-605

INTERIOR ELEVATIONS

DB



Drawing Title Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

     OF

Revisions: Date ARCHITECTS & INTERIORS 635-12-302

15 APRIL 2014

on
e 

ei
gh

th
 in

ch
 =

 o
ne

 fo
ot

16
8

4
0

th
re

e 
in

ch
es

 =
 o

ne
 fo

ot
6"

1
0

6"
on

e 
an

d 
on

e 
ha

lf 
in

ch
es

 =
 o

ne
 fo

ot
on

e 
in

ch
 =

 o
ne

 fo
ot

2
0

6"
6"

0
2

th
re

e 
qu

ar
te

rs
 in

ch
 =

 o
ne

 fo
ot

on
e 

ha
lf 

in
ch

 =
 o

ne
 fo

ot
4

0
th

re
e 

ei
gh

th
s 

in
ch

 =
 o

ne
 fo

ot
4

0
0

4
8

on
e 

qu
ar

te
r i

nc
h 

= 
on

e 
fo

ot

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

Office of
Construction
and Facilities
ManagementMedical Architecture & Interior Design

1401 South Denver, Ste C
Tulsa, Oklahoma 74119

Phone: 583.7600    Fax: 583.7604

OKLAHOMA CITY VA MEDICAL CENTER
921 NE 13th STREET
OKLAHOMA CITY, OKLAHOMA 73104

ALLIED ENGINEERING GROUP, LLC
1401 SOUTH DENVER STREET:

SUITE A TULSA, OK. 74119

STAFF REVIEWER'S NAME, TITLE & SIGNATURE SEALMEP ENGRS STRUCTURALDescription

8128 EAST 63RD
STRUCTURAL CONSULTANTS
ENGINEERING INC.
SNOWDEN

TULSA, OKLAHOMA   74133
(918)252-4557  FAX (918)254-0838

RENOVATION & EXPANSION
OF THE OPERATORY SUITEMEDICAL CENTER DIRECTOR

ASSOCIATE DIRECTOR
ASSOCIATE DIRECTOR PATIENT CARE SERVICE

CHIEF OF STAFF
CHIEF, ENGINEERING SERVICE
CHIEF, PROJECT SECTION
CHIEF OF SURGERY

NAME: SIGNATURE:TITLE:

ASSISTANT DIRECTOR

7' 7'7'

7'

7'

7'

7'

7'7'7'

7'

8'

8'

Scale:

1
3/8"=1'-0"

A   NORTH WALL B   EAST WALL

Scale:

1
3/8"=1'-0"

C   SOUTH WALL D   WEST WALL

Scale:

3
3/8"=1'-0"

A   NORTH WALL B   EAST WALL C   SOUTH WALL D   WEST WALL

Scale:

2
3/8"=1'-0"

A   NORTH WALL C   SOUTH WALLB   EAST WALL

D   WEST WALL

Scale:

2
3/8"=1'-0"

HYBRID O.R. 760 CONTINUED

NEUROSURGERY O.R.  7F124
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1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

FULL HEIGHT STAINLESS STEEL
CABINETS WITH GLASS DOORS
AND ADJUSTABLE SHELVES

LEAD LINED WINDOW AND
FRAME

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED WINDOW AND
FRAME

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

LEAD LINED WINDOW AND
FRAME

FULL HEIGHT STAINLESS STEEL
CABINETS WITH GLASS DOORS
AND ADJUSTABLE SHELVES

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

LEAD LINED DOORS AND
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1/16" LEAD LINING ALL AROUND
O.R. TO 7'-0" A.F.F.

LEAD LINED DOORS AND
FRAMES - SEE DOOR
SCHEDULE

NEUROSURGERY O.R.  7F124  CONTINUED

A

LEAD-LINED WINDOW AND
FRAME

CLOCK AND TIMER - VERIFY
EXACT LOCATION

60" MONITOR - GOVERNMENT
FURNISHED CONTRACTOR
INSTALLED - VERIFY HEIGHT

WORKSTATION - AMCASE
CASEWORK OR SIMILAR -
CONTRACTOR
FURNISHED
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INSTALLED

CLOCK AND TIMER - VERIFY
EXACT LOCATION

60" MONITOR - GOVERNMENT
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C   SOUTH WALL

ANGIO EQUIPMENT 7F111

SUB-STERILE 7F113F

TOILET 7F106

HOUSEKEEPING 7F127

TOILET 7F105

CORRIDOR CF 4FSTORAGE 7F107I

GAS STORAGE 7F107H

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

Scale:

8
3/8"=1'-0"

A   NORTH WALL B   EAST WALL C   SOUTH WALL D   WEST WALL
H.A.C. 7F107B

MOP SINK - SEE SPECS

VE
R.

VE
R.

EXISTING EXTERIOR
WINDOWS

EXISTING EXTERIOR
WINDOWS

1'-0" DEEP UPPER CABINETS - METAL -
SEE SPECIFICATIONS

2'-6" DEEP SOLID SURFACE WORK COUNTER
AND 4" SPLASH - SUPPORT AS REQUIRED

SINK - SEE SPECS
FULL HEIGHT STAINLESS STEEL
CABINETS WITH GLASS DOORS
AND ADJUSTABLE SHELVES

D   WEST WALL C   SOUTH WALL

NORTH WALL EAST WALL D   WEST WALL C   SOUTH WALL

SEE 4/A-602 FOR TYPICAL TOILET

CERAMIC TILE AND ACCESSORIES

LAYOUT AND DIMENSIONS
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Scale:

1
3/8"=1'-0"

CORRIDOR C7 6F

CORRIDOR C7 5F

CORRIDOR C7 5F

CORRIDOR C7 6F

VE
R.

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

VE
R.

VE
R.

HAND RAIL
CRASH RAIL
4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
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BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.
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CORRIDOR C7 3F
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WINDOWS
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A   NORTH WALL CONTINUED
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1
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CORRIDOR C7 10F

CORRIDOR C7 10F CONTINUED

CORRIDOR C7 10 F
3/8"=1'-0"

1
Scale:

Scale:

1
3/8"=1'-0"

CORRIDOR C7 10F CONTINUED

C   SOUTH WALL

C   SOUTH WALL CONTINUED

Scale:

2
3/8"=1'-0"

ELEVATOR LOBBY C7 1F
D   WEST WALL B   EAST WALL

VE
R.

VE
R.

VE
R.

VE
R.

HAND RAIL
CRASH RAIL
4" BASE

NOTE:

NEW HAND RAIL, CRASH RAIL AND 4"

BASE TYPICAL AT BOTH SIDES OF

ALL CORRIDORS.

HAND RAIL
CRASH RAIL
4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
NEW HAND RAIL, CRASH RAIL AND 4"
BASE TYPICAL AT BOTH SIDES OF
ALL CORRIDORS.

HAND RAIL

CRASH RAIL

4" BASE

NOTE:
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RECOVERY 7F 108 NURSE STATIONS CASEWORK - QUANTITY (2) -  1 REGULAR - 1 OPPOSITE HAND
N.T.S.
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